
Boiler 1 Daily Emissions Report
1/1/2021

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.09 25.73 0.026 7.39 0.013 3.73
1 0.097 26.89 0.023 6.38 0.013 3.65
2 0.096 26.95 0.024 6.65 0.013 3.66
3 0.095 27.28 0.029 8.25 0.013 3.73
4 0.092 25.42 0.025 6.8 0.013 3.61
5 0.094 26.85 0.028 8.09 0.013 3.71
6 0.094 27.6 0.028 8.2 0.013 3.8
7 0.087 25.25 0.029 8.47 0.013 3.75
8 0.091 26.79 0.027 8.02 0.013 3.78
9 0.093 26.7 0.031 8.8 0.013 3.71

10 0.093 26.49 0.021 5.92 0.013 3.65
11 0.092 26.34 0.027 7.6 0.013 3.66
12 0.094 26.96 0.029 8.24 0.013 3.62
13 0.094 26.65 0.025 6.92 0.013 3.57
14 0.093 26.42 0.023 6.58 0.013 3.58
15 0.094 26.84 0.028 8.1 0.013 3.59
16 0.092 24.98 0.024 6.57 0.013 3.49
17 0.097 27.21 0.03 8.42 0.013 3.6
18 0.096 27.66 0.03 8.74 0.013 3.64
19 0.09 26.33 0.024 7.06 0.012 3.6
20 0.093 27.93 0.028 8.38 0.012 3.67
21 0.088 25.72 0.025 7.28 0.012 3.56
22 0.092 25.39 0.025 6.91 0.013 3.54
23 0.092 26.78 0.029 8.42 0.013 3.71

Average 0.093 0.027 0.013
Total 637.16 182.19 87.6
30-Day Rlng 0.092 0.025
365-Day Rlng 58716

1/2/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.66 0.03 8.37 0.013 3.62
1 0.096 26.45 0.029 8.09 0.013 3.57
2 0.096 28.04 0.022 6.53 0.013 3.74
3 0.091 25.58 0.027 7.46 0.013 3.63
4 0.095 26.26 0.032 8.7 0.013 3.54
5 0.092 26.56 0.023 6.58 0.013 3.7
6 0.093 25.57 0.024 6.51 0.013 3.57
7 0.093 26.46 0.03 8.55 0.013 3.71
8 0.093 26.49 0.026 7.52 0.013 3.71
9 0.099 25.89 0.023 5.98 0.013 3.41

10 0.101 26.69 0.032 8.57 0.013 3.46
11 0.092 25.9 0.028 7.88 0.013 3.65
12 0.093 26.36 0.028 7.99 0.013 3.63
13 0.092 25.38 0.025 6.88 0.013 3.59



14 0.093 26.15 0.027 7.73 0.013 3.6
15 0.092 25.58 0.029 8.17 0.013 3.58
16 0.088 24.33 0.027 7.32 0.013 3.52
17 0.097 27.43 0.029 8.07 0.013 3.61
18 0.092 25.55 0.023 6.41 0.013 3.59
19 0.096 26.27 0.028 7.68 0.013 3.52
20 0.094 26.51 0.029 8.36 0.013 3.65
21 0.097 26.33 0.027 7.15 0.013 3.49
22 0.097 26.31 0.028 7.59 0.013 3.52
23 0.094 26.9 0.026 7.49 0.013 3.64

Average 0.094 0.027 0.013
Total 628.65 181.58 86.3
30-Day Rlng 0.092 0.025
365-Day Rlng 58699

1/3/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.67 0.029 7.81 0.013 3.49
1 0.099 26.94 0.029 7.87 0.013 3.48
2 0.091 25.58 0.024 6.71 0.013 3.63
3 0.1 26.19 0.029 7.56 0.013 3.34
4 0.102 27.04 0.031 8.15 0.013 3.4
5 0.092 25.32 0.027 7.28 0.013 3.54
6 0.094 26.17 0.026 7.21 0.013 3.57
7 Cal Cal Cal Cal Cal Cal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.096 0.028 0.013
Total 182.91 52.59 24.5
30-Day Rlng 0.092 0.025
365-Day Rlng 58557

1/4/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down



1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 DCal DCal DCal DCal DCal DCal
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Inval OOC Inval OOC Inval OOC
15 Inval OOC Inval OOC Inval OOC
16 Inval OOC Inval OOC Inval OOC
17 Inval OOC Inval OOC Inval OOC
18 Inval 5.85 Inval 4.07 Inval 19.67
19 Inval 5.68 Inval 3.95 Inval 21.16
20 Inval 5.82 Inval 4.05 Inval 20.85
21 Inval 3.33 Inval 2.32 Inval 11.39
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Inval Inval Inval
Total 20.68 14.39 73.1
30-Day Rlng 0.092 0.025
365-Day Rlng 58386

1/5/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down



18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 DCal DCal DCal DCal DCal DCal
21 DCal DCal DCal DCal DCal DCal
22 Inval 5.56 Inval 3.86 Inval 8.31
23 Inval 5.86 Inval 4.08 Inval 10.29

Average Inval Inval Inval
Total 11.42 7.94 18.6
30-Day Rlng 0.092 0.025
365-Day Rlng 58211

1/6/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Inval 5.79 Inval 4.03 Inval 10.56
1 Inval 5.81 Inval 4.04 Inval 12.29
2 Inval 6.35 Inval 4.16 Inval 19.28
3 0.153 7.83 0.083 4.21 0.307 15.62
4 0.164 9.88 0.06 3.73 OOR OOR
5 0.247 40.25 0.024 3.86 OOR OOR
6 0.098 18.6 0.021 3.98 0.063 11.85
7 0.085 23.13 0.026 7.21 0.013 3.58
8 0.096 30.08 0.025 7.9 0.012 3.6
9 0.092 27.34 0.018 5.38 0.011 3.38

10 0.085 23.6 0.022 6.24 0.012 3.33
11 0.097 27.88 0.024 7.01 0.012 3.59
12 0.086 25.33 0.023 6.7 0.012 3.55
13 0.091 26.11 0.025 7.14 0.012 3.42
14 0.091 26.37 0.026 7.37 0.012 3.52
15 0.091 26.09 0.03 8.53 0.012 3.58
16 0.092 25.91 0.025 7.11 0.012 3.45
17 0.089 25.75 0.03 8.5 0.012 3.59
18 0.09 26.36 0.028 8.28 0.012 3.59
19 0.096 26.69 0.022 6.1 0.012 3.4
20 0.088 25.84 0.026 7.47 0.012 3.56
21 0.089 26.12 0.026 7.49 0.013 3.69
22 0.089 25.68 0.029 8.42 0.013 3.65
23 0.09 26.22 0.025 7.16 0.013 3.64

Average 0.105 0.029 0.03
Total 539.01 152.02 129.7
30-Day Rlng 0.092 0.026
365-Day Rlng 58146

1/7/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.59 0.025 7.04 0.013 3.68
1 0.091 25.81 0.03 8.55 0.013 3.62
2 0.094 27.39 0.028 7.93 0.013 3.67
3 0.091 26.27 0.03 8.84 0.013 3.68
4 0.09 25.82 0.023 6.68 0.013 3.65



5 0.089 26.14 0.027 7.88 0.013 3.75
6 0.089 26.44 0.027 7.83 0.013 3.82
7 0.087 25.79 0.022 6.71 0.013 3.84
8 0.089 26.52 0.022 6.52 0.013 3.78
9 0.095 25.98 0.023 6.37 0.013 3.51

10 0.097 26.36 0.036 9.72 0.013 3.43
11 0.091 25.9 0.027 7.68 0.013 3.58
12 0.096 26.51 0.028 7.76 0.013 3.47
13 0.092 25.13 0.027 7.36 0.013 3.43
14 0.092 26.46 0.019 5.38 0.013 3.6
15 0.094 26.5 0.027 7.68 0.012 3.53
16 0.094 26.5 0.027 7.56 0.012 3.51
17 0.089 25.49 0.025 7.03 0.013 3.59
18 0.094 26.87 0.027 7.74 0.013 3.62
19 0.094 26.74 0.031 8.75 0.013 3.59
20 0.085 25.41 0.019 5.72 0.013 3.87
21 0.087 26.06 0.026 7.85 0.013 3.85
22 0.091 26.38 0.026 7.64 0.013 3.72
23 0.09 26.19 0.025 7.28 0.013 3.75

Average 0.091 0.026 0.013
Total 629.25 179.5 87.5
30-Day Rlng 0.092 0.026
365-Day Rlng 58113

1/8/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 27.1 0.025 7.48 0.013 3.76
1 0.081 22.71 0.022 6.24 0.013 3.72
2 0.096 26.99 0.031 8.69 0.013 3.69
3 0.092 26.32 0.027 7.71 0.013 3.73
4 0.09 25.5 0.027 7.75 0.013 3.67
5 0.092 26.06 0.029 8.22 0.013 3.73
6 0.093 27.18 0.02 5.92 0.013 3.79
7 0.088 25.01 0.027 7.73 0.013 3.66
8 0.094 27.15 0.027 7.73 0.013 3.76
9 0.092 25.6 0.024 6.74 0.013 3.69

10 0.095 25.63 0.031 8.47 0.013 3.54
11 0.095 26.3 0.029 8.13 0.013 3.64
12 0.096 26.79 0.024 6.82 0.013 3.64
13 0.092 25.77 0.028 7.72 0.013 3.63
14 0.092 25.98 0.026 7.39 0.013 3.7
15 0.094 26.74 0.026 7.47 0.013 3.71
16 0.096 26.5 0.028 7.63 0.013 3.64
17 0.092 25.88 0.032 9.02 0.013 3.65
18 0.093 26.25 0.024 6.91 0.013 3.68
19 0.095 26.17 0.028 7.85 0.013 3.63
20 0.089 26.16 0.032 9.48 0.013 3.81
21 0.093 26.76 0.028 7.94 0.013 3.7



22 0.092 25.44 0.023 6.39 0.013 3.62
23 0.092 26.73 0.024 6.89 0.013 3.76

Average 0.092 0.027 0.013
Total 626.72 182.32 88.6
30-Day Rlng 0.092 0.026
365-Day Rlng 58081

1/9/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.24 0.027 7.79 0.013 3.74
1 0.093 25.63 0.028 7.59 0.013 3.63
2 0.095 27 0.029 8.35 0.013 3.7
3 0.092 25.5 0.027 7.45 0.013 3.56
4 0.098 26.91 0.029 8.09 0.013 3.53
5 0.091 25.75 0.026 7.34 0.013 3.69
6 0.09 26.59 0.026 7.75 0.013 3.81
7 0.087 25.54 0.023 6.83 0.013 3.83
8 0.089 25.8 0.022 6.49 0.013 3.79
9 0.095 26.53 0.027 7.43 0.013 3.67

10 0.091 25.29 0.029 8.06 0.013 3.63
11 0.09 25.73 0.027 7.76 0.013 3.71
12 0.092 26.3 0.025 7.21 0.013 3.72
13 0.09 25.6 0.026 7.41 0.013 3.65
14 0.093 26.2 0.023 6.49 0.013 3.67
15 0.093 26.47 0.029 8.24 0.013 3.66
16 0.094 26.13 0.023 6.47 0.013 3.61
17 0.09 25.2 0.028 7.94 0.013 3.66
18 0.095 26.89 0.031 8.8 0.013 3.68
19 0.094 26.01 0.032 8.89 0.013 3.64
20 0.093 26.78 0.033 9.4 0.013 3.75
21 0.092 26.43 0.026 7.46 0.013 3.75
22 0.092 25.38 0.018 5.02 0.013 3.62
23 0.096 26.97 0.031 8.57 0.013 3.68

Average 0.092 0.027 0.013
Total 626.87 182.83 88.4
30-Day Rlng 0.092 0.026
365-Day Rlng 58099

1/10/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.53 0.022 6.05 0.013 3.69
1 0.095 25.75 0.023 6.33 0.013 3.59
2 0.097 26.89 0.03 8.15 0.013 3.65
3 0.092 25.59 0.021 5.87 0.013 3.65
4 0.098 26.31 0.034 9.21 0.013 3.56
5 0.092 26.69 0.024 6.95 0.013 3.78
6 0.093 26.7 0.02 5.61 0.013 3.78
7 0.091 26.01 0.029 8.38 0.013 3.74
8 0.092 26.69 0.024 7.07 0.013 3.81



9 0.092 25.46 0.025 6.83 0.013 3.65
10 0.099 26.66 0.034 9.11 0.013 3.51
11 0.093 26.18 0.027 7.66 0.013 3.66
12 0.094 26.49 0.026 7.36 0.013 3.7
13 0.094 25.68 0.029 8.07 0.013 3.6
14 0.094 26.08 0.025 6.8 0.013 3.63
15 0.092 25.33 0.031 8.57 0.013 3.63
16 0.095 26 0.031 8.65 0.013 3.61
17 0.095 26.81 0.024 6.87 0.013 3.69
18 0.096 26.36 0.021 5.85 0.013 3.64
19 0.096 26.41 0.033 8.94 0.013 3.62
20 0.092 26.47 0.029 8.36 0.013 3.81
21 0.091 26.01 0.025 7.31 0.013 3.76
22 0.094 26.57 0.025 7.02 0.013 3.7
23 0.092 26.19 0.025 7.08 0.013 3.77

Average 0.094 0.027 0.013
Total 628.86 178.1 88.2
30-Day Rlng 0.093 0.026
365-Day Rlng 58090

1/11/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.78 0.027 7.71 0.013 3.76
1 0.091 25.47 0.026 7.25 0.013 3.68
2 0.092 26.31 0.025 7.1 0.013 3.77
3 0.096 26.44 0.029 7.91 0.013 3.66
4 0.092 25.21 0.024 6.5 0.013 3.62
5 0.096 26.8 0.028 7.89 0.013 3.66
6 0.094 26.75 0.026 7.44 0.013 3.71
7 0.09 26.31 0.03 8.73 0.013 3.81
8 0.089 25.79 0.026 7.43 0.013 3.78
9 0.096 25.83 0.025 6.74 0.013 3.61

10 0.094 25.83 0.029 7.89 0.013 3.56
11 0.092 26.32 0.026 7.52 0.013 3.74
12 0.093 26.59 0.028 8.08 0.013 3.7
13 0.093 25.84 0.026 7.31 0.013 3.6
14 0.095 26.94 0.025 7.17 0.013 3.63
15 0.093 26.38 0.028 8.07 0.013 3.64
16 0.09 25.21 0.031 8.57 0.013 3.57
17 0.093 26.34 0.027 7.55 0.013 3.64
18 0.096 26.73 0.026 7.15 0.013 3.6
19 0.093 25.03 0.037 9.86 0.013 3.5
20 0.092 26.47 0.017 4.94 0.013 3.73
21 0.093 27.12 0.029 8.36 0.013 3.76
22 0.091 25.93 0.022 6.38 0.013 3.66
23 0.094 26.46 0.028 7.77 0.013 3.67

Average 0.093 0.027 0.013
Total 628.88 181.32 88.1



30-Day Rlng 0.093 0.026
365-Day Rlng 58098

1/12/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.36 0.022 6.36 0.013 3.72
1 0.095 26.58 0.029 8.15 0.013 3.65
2 0.09 25.25 0.026 7.32 0.013 3.63
3 0.096 27.06 0.026 7.21 0.013 3.64
4 0.094 26.31 0.03 8.36 0.014 3.76
5 0.091 26.2 0.029 8.25 0.013 3.69
6 0.092 26.37 0.024 7 0.013 3.72
7 0.09 25.82 0.035 9.97 0.013 3.72
8 0.098 26.19 0.019 5.16 0.013 3.51
9 0.094 25.77 0.033 9.05 0.013 3.52

10 0.094 25.89 0.031 8.43 0.013 3.54
11 0.096 26.81 0.027 7.51 0.013 3.59
12 0.093 26.32 0.027 7.71 0.013 3.64
13 0.093 26.23 0.028 8 0.013 3.61
14 0.094 26.65 0.027 7.53 0.013 3.66
15 0.092 25.79 0.023 6.57 0.013 3.66
16 0.094 26.43 0.026 7.28 0.013 3.62
17 0.093 26.57 0.027 7.7 0.013 3.69
18 0.09 25.85 0.025 7.06 0.013 3.72
19 0.093 26.7 0.021 6.04 0.013 3.7
20 0.093 26.89 0.029 8.41 0.013 3.72
21 0.09 25.99 0.028 8.09 0.013 3.71
22 0.093 26.63 0.023 6.63 0.013 3.68
23 0.091 26.28 0.024 7.03 0.013 3.72

Average 0.093 0.027 0.013
Total 630.94 180.82 87.8
30-Day Rlng 0.093 0.026
365-Day Rlng 58111

1/13/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.56 0.026 7.18 0.013 3.65
1 0.098 26.79 0.032 8.74 0.013 3.55
2 0.09 26.15 0.027 7.86 0.013 3.69
3 0.092 26.38 0.025 7.14 0.013 3.7
4 0.092 26.49 0.026 7.47 0.013 3.67
5 0.09 26.01 0.026 7.5 0.013 3.76
6 0.092 28.06 0.027 8.04 0.013 3.88
7 0.085 24.99 0.025 7.18 0.013 3.83
8 0.091 26.4 0.026 7.56 0.013 3.78
9 0.092 25.81 0.026 7.24 0.013 3.67

10 0.097 26.74 0.026 7.17 0.013 3.59
11 0.091 25.68 0.029 8.17 0.013 3.65
12 0.095 26.92 0.028 8.04 0.013 3.67



13 0.093 26.07 0.026 7.27 0.013 3.6
14 0.094 26.4 0.027 7.48 0.013 3.64
15 0.092 26.15 0.029 8.06 0.013 3.64
16 0.092 25.32 0.024 6.55 0.013 3.59
17 0.093 25.93 0.028 7.85 0.013 3.64
18 0.097 26.58 0.026 7.13 0.013 3.55
19 0.098 26.45 0.032 8.49 0.013 3.49
20 0.093 26.24 0.029 8 0.013 3.64
21 0.093 25.98 0.026 7.33 0.013 3.61
22 0.094 26.33 0.029 8.13 0.013 3.63
23 0.091 26.37 0.025 7.28 0.013 3.73

Average 0.093 0.027 0.013
Total 629.8 182.86 87.9
30-Day Rlng 0.093 0.026
365-Day Rlng 58116

1/14/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.75 0.031 8.9 0.013 3.71
1 0.092 25.74 0.031 8.56 0.013 3.64
2 0.092 26.05 0.022 6.25 0.013 3.62
3 0.094 26.33 0.024 6.73 0.013 3.64
4 0.093 26.38 0.028 8.01 0.013 3.66
5 0.092 26.53 0.028 7.98 0.013 3.72
6 0.089 25.91 0.024 7.09 0.013 3.79
7 0.095 27.71 0.042 12.27 0.013 3.81
8 0.087 24.63 0.024 6.78 0.013 3.73
9 0.096 27.22 0.016 4.72 0.013 3.73

10 0.093 25.97 0.019 5.27 0.013 3.65
11 0.095 27.16 0.024 6.98 0.013 3.73
12 0.092 25.91 0.029 8.01 0.013 3.64
13 0.095 26.08 0.029 7.92 0.013 3.58
14 0.092 26.25 0.023 6.63 0.013 3.72
15 0.095 26.73 0.027 7.56 0.013 3.57
16 0.094 26.07 0.029 8.02 0.013 3.54
17 0.093 26.63 0.027 7.52 0.013 3.68
18 0.091 25.99 0.026 7.55 0.013 3.69
19 0.093 26.62 0.032 9.11 0.013 3.7
20 0.09 26.14 0.019 5.61 0.013 3.73
21 0.092 26.44 0.022 6.17 0.013 3.72
22 0.092 26.47 0.028 8.15 0.013 3.67
23 0.089 26.42 0.025 7.49 0.013 3.79

Average 0.092 0.026 0.013
Total 632.13 179.28 88.5
30-Day Rlng 0.093 0.026
365-Day Rlng 58111

1/15/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.091 26.41 0.025 7.33 0.013 3.75
1 0.092 25.09 0.022 5.98 0.013 3.56
2 0.098 26.55 0.025 6.86 0.013 3.47
3 0.095 25.73 0.033 8.95 0.013 3.48
4 0.097 25.88 0.024 6.29 0.013 3.44
5 0.091 26.1 0.024 6.86 0.013 3.69
6 0.092 27.06 0.021 6.32 0.013 3.82
7 0.082 25.42 0.027 8.46 Cal Cal
8 0.093 25.95 0.023 6.32 0.013 3.6
9 0.094 26.13 0.027 7.6 0.013 3.62

10 0.096 26.21 0.024 6.69 0.013 3.51
11 0.092 25.05 0.027 7.32 0.013 3.56
12 0.105 26.35 0.03 7.52 0.013 3.38
13 0.102 27.14 0.032 8.43 0.013 3.46
14 0.097 27.08 0.031 8.6 0.013 3.57
15 0.091 25.63 0.034 9.7 0.013 3.59
16 0.096 26.67 0.022 6.15 0.013 3.54
17 0.094 26.46 0.023 6.5 0.013 3.6
18 0.093 25.76 0.029 8.11 0.013 3.54
19 0.094 25.96 0.03 8.26 0.013 3.53
20 0.094 27.02 0.025 7.04 0.013 3.64
21 0.091 26.48 0.022 6.51 0.013 3.72
22 0.09 25.68 0.027 7.75 0.013 3.63
23 0.093 26.98 0.027 7.79 0.013 3.67

Average 0.094 0.026 0.013
Total 628.79 177.34 82.4
30-Day Rlng 0.093 0.027
365-Day Rlng 58069

1/16/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.29 0.027 7.18 0.013 3.44
1 0.1 26.99 0.032 8.83 0.013 3.44
2 0.091 26.32 0.027 7.87 0.013 3.66
3 0.091 26.05 0.022 6.34 0.013 3.61
4 0.094 26.88 0.033 9.35 0.013 3.6
5 0.088 26.24 0.025 7.52 0.013 3.8
6 0.095 26.45 0.024 6.7 0.013 3.54
7 0.098 27.06 0.025 6.98 0.013 3.53
8 0.088 25.55 0.036 10.33 0.013 3.67
9 0.093 25.93 0.021 5.85 0.013 3.61

10 0.098 26.71 0.029 8 0.013 3.52
11 0.093 26.62 0.028 8.08 0.013 3.65
12 0.09 24.74 0.024 6.51 0.013 3.55
13 0.082 22.66 0.02 5.41 0.013 3.51
14 0.096 26.79 0.023 6.57 0.013 3.58
15 0.093 26.3 0.033 9.27 0.013 3.61
16 0.097 26.67 0.025 7.09 0.013 3.5



17 0.091 25.51 0.026 7.28 0.013 3.61
18 0.095 26.73 0.031 8.7 0.013 3.59
19 0.096 26.98 0.03 8.54 0.013 3.58
20 0.091 25.71 0.033 9.28 0.013 3.65
21 0.093 26.3 0.028 7.88 0.013 3.6
22 0.095 25.86 0.022 6.05 0.013 3.51
23 0.095 27.19 0.028 8.04 0.013 3.62

Average 0.093 0.027 0.013
Total 627.53 183.65 86
30-Day Rlng 0.093 0.027
365-Day Rlng 58059

1/17/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.33 0.026 7.14 0.013 3.56
1 0.097 26.54 0.031 8.53 0.013 3.5
2 0.094 26.18 0.028 7.69 0.013 3.55
3 0.096 26.91 0.022 6.23 0.013 3.57
4 0.096 26.99 0.032 9.15 0.013 3.58
5 0.087 26.09 0.024 7.14 0.013 3.84
6 0.091 26.09 0.026 7.41 0.013 3.62
7 0.093 26.51 0.029 8.31 0.013 3.6
8 0.088 25.53 0.025 7.3 0.013 3.66
9 0.097 26.45 0.026 7.03 0.013 3.48

10 0.099 26.57 0.025 6.79 0.013 3.41
11 0.094 26.11 0.031 8.58 0.013 3.53
12 0.092 25.79 0.028 7.72 0.013 3.56
13 0.097 26.63 0.027 7.23 0.013 3.52
14 0.093 26.07 0.024 6.8 0.013 3.58
15 0.092 26.19 0.029 8.29 0.013 3.59
16 0.095 26.45 0.024 6.78 0.013 3.52
17 0.092 26.17 0.028 7.97 0.013 3.6
18 0.095 27.07 0.033 9.48 0.013 3.64
19 0.09 25.26 0.036 10.15 0.013 3.58
20 0.092 26.67 0.03 8.59 0.013 3.69
21 0.089 26.35 0.02 5.88 0.013 3.74
22 0.09 25.86 0.024 7 0.013 3.65
23 0.089 26.28 0.026 7.74 0.013 3.73

Average 0.093 0.027 0.013
Total 630.09 184.93 86.3
30-Day Rlng 0.093 0.027
365-Day Rlng 58047

1/18/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 25.98 0.02 5.88 0.013 3.76
1 0.09 25.75 0.023 6.48 0.013 3.62
2 0.092 26.73 0.026 7.61 0.013 3.69
3 0.09 26.55 0.028 8.24 0.013 3.7



4 0.091 26.19 0.02 5.79 0.013 3.64
5 0.088 25.65 0.025 7.39 0.013 3.7
6 0.097 28.38 0.03 8.71 0.013 3.69
7 0.087 25.26 0.034 9.74 0.013 3.66
8 0.093 27.45 0.027 8.12 0.013 3.73
9 0.094 26.51 0.034 9.77 0.013 3.56

10 0.094 25.83 0.02 5.58 0.013 3.47
11 0.096 26.53 0.023 6.36 0.013 3.48
12 0.092 26 0.029 8.14 0.012 3.51
13 0.094 25.99 0.025 6.9 0.013 3.47
14 0.094 26.68 0.022 6.19 0.012 3.55
15 0.091 25.61 0.02 5.7 0.013 3.54
16 0.096 26.74 0.026 7.12 0.013 3.5
17 0.092 26.14 0.016 4.68 0.013 3.59
18 0.095 26.98 0.017 4.65 0.013 3.58
19 0.092 25.26 0.028 7.79 0.013 3.47
20 0.09 26.54 0.029 8.51 0.013 3.69
21 0.09 25.9 0.027 7.66 0.013 3.65
22 0.092 26.69 0.026 7.62 0.013 3.65
23 0.089 26.28 0.025 7.51 0.013 3.75

Average 0.092 0.025 0.013
Total 631.62 172.14 86.7
30-Day Rlng 0.093 0.027
365-Day Rlng 58022

1/19/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.68 0.027 8.01 0.013 3.76
1 0.085 24.59 0.021 6.11 0.013 3.67
2 0.093 26.74 0.029 8.35 0.013 3.68
3 0.089 25.88 0.026 7.47 0.013 3.68
4 0.092 26.65 0.027 7.72 0.013 3.61
5 0.092 26.2 0.025 7.23 0.013 3.63
6 0.092 26.9 0.025 7.39 0.013 3.69
7 0.094 28.59 0.023 7.23 0.013 3.66
8 0.093 25.96 0.023 6.54 0.013 3.53
9 0.096 26.7 0.028 7.75 0.013 3.53

10 0.097 25.26 0.022 5.69 0.013 3.35
11 0.098 28.04 0.018 5.14 0.013 3.58
12 0.092 26.06 0.015 4.38 0.013 3.62
13 0.09 25 0.018 4.97 0.013 3.54
14 0.095 26.65 0.021 5.91 0.013 3.6
15 0.092 26.01 0.028 7.96 0.013 3.58
16 0.095 26.12 0.024 6.7 0.013 3.5
17 0.094 26.04 0.023 6.27 0.013 3.56
18 0.093 26.32 0.028 7.96 0.013 3.73
19 0.094 25.79 0.027 7.45 0.014 3.78
20 0.094 26 0.028 7.7 0.014 3.89



21 0.096 26.92 0.029 8.25 0.014 3.96
22 0.091 24.68 0.026 6.96 0.015 3.93
23 0.096 26.88 0.029 8.04 0.015 4.07

Average 0.093 0.025 0.013
Total 630.66 167.18 88.1
30-Day Rlng 0.093 0.027
365-Day Rlng 58017

1/20/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.95 0.026 7.05 0.015 4.06
1 0.093 25.08 0.027 7.33 0.015 3.93
2 0.094 26.79 0.027 7.57 0.015 4.15
3 0.092 26.1 0.025 6.97 0.015 4.19
4 0.094 26.4 0.03 8.3 0.015 4.22
5 0.091 26.22 0.028 8.13 0.015 4.45
6 0.09 25.85 0.027 7.66 0.016 4.67
7 0.07 22.04 0.026 8.23 Cal Cal
8 0.091 25.36 0.024 6.79 0.013 3.61
9 0.095 26.84 0.028 7.91 0.013 3.59

10 0.096 26.82 0.033 9.35 0.013 3.52
11 0.094 26.67 0.026 7.35 0.013 3.58
12 0.093 26.06 0.025 7.11 0.013 3.59
13 0.094 25.9 0.025 6.82 0.013 3.46
14 0.092 26.36 0.025 7.28 0.013 3.61
15 0.091 27.02 0.028 8.4 0.013 3.73
16 0.089 24.93 0.024 6.71 0.013 3.61
17 0.093 26.45 0.028 8.08 0.013 3.65
18 0.091 26.33 0.027 7.74 0.013 3.68
19 0.093 25.92 0.027 7.51 0.013 3.57
20 0.095 26.8 0.027 7.73 0.013 3.62
21 0.091 25.79 0.027 7.66 0.013 3.61
22 0.095 26.28 0.03 8.31 0.013 3.56
23 0.089 26.13 0.026 7.6 0.013 3.71

Average 0.092 0.027 0.014
Total 624.09 183.59 87.4
30-Day Rlng 0.093 0.027
365-Day Rlng 58018

1/21/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 25.4 0.027 7.66 0.013 3.7
1 0.091 25.63 0.025 6.93 0.013 3.59
2 0.092 26.52 0.029 8.32 0.013 3.67
3 0.092 26.71 0.029 8.34 0.013 3.69
4 0.089 25.39 0.027 7.6 0.013 3.59
5 0.092 26.07 0.024 6.77 0.013 3.62
6 0.096 28.08 0.029 8.44 0.013 3.71
7 0.081 24.11 0.02 6.01 0.013 3.8



8 0.088 26.51 0.026 7.68 0.013 3.83
9 0.089 26.49 0.027 7.98 0.013 3.8

10 0.086 25.21 0.024 7 0.013 3.7
11 0.091 26.75 0.025 7.21 0.013 3.72
12 0.091 26.62 0.025 7.4 0.013 3.72
13 0.09 25.64 0.026 7.35 0.013 3.63
14 0.093 27.09 0.021 6.18 0.013 3.71
15 0.091 26.65 0.027 7.86 0.013 3.7
16 0.089 25.49 0.023 6.49 0.013 3.64
17 0.091 26.83 0.026 7.64 0.013 3.72
18 0.091 26.68 0.027 7.86 0.013 3.73
19 0.091 25.7 0.027 7.59 0.013 3.66
20 0.09 25.81 0.028 8.06 0.013 3.74
21 0.093 26.92 0.024 7.06 0.013 3.74
22 0.089 25.7 0.026 7.49 0.013 3.73
23 0.09 26.61 0.028 8.21 0.013 3.82

Average 0.09 0.026 0.013
Total 628.61 179.13 89
30-Day Rlng 0.093 0.027
365-Day Rlng 58028

1/22/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.98 0.026 7.67 0.013 3.78
1 0.09 25.98 0.025 7.3 0.013 3.72
2 0.092 26.78 0.026 7.56 0.013 3.76
3 0.09 26.34 0.029 8.4 0.013 3.75
4 0.093 26.28 0.027 7.68 0.013 3.66
5 0.09 26.67 0.026 7.56 0.013 3.81
6 0.09 26.83 0.023 6.75 0.013 3.85
7 0.093 26.72 0.022 6.26 0.013 3.72
8 0.09 26.83 0.021 6.24 0.013 3.86
9 0.088 25.91 0.018 5.3 0.013 3.8

10 0.092 26.47 0.03 8.69 0.013 3.74
11 0.09 26.42 0.023 6.6 0.013 3.78
12 0.09 26.09 0.026 7.62 0.013 3.76
13 0.091 26.31 0.025 7.16 0.013 3.69
14 0.091 26.43 0.028 8.11 0.013 3.72
15 0.09 26.23 0.024 6.9 0.013 3.7
16 0.093 26.95 0.028 8.09 0.013 3.65
17 0.088 25.9 0.021 6.18 0.013 3.71
18 0.092 26.88 0.025 7.32 0.013 3.72
19 0.092 26.64 0.026 7.66 0.013 3.68
20 0.087 25.8 0.03 8.7 0.013 3.74
21 0.091 26.85 0.024 6.99 0.013 3.75
22 0.088 25.6 0.02 5.88 0.013 3.7
23 0.09 26.33 0.027 8 0.013 3.79

Average 0.09 0.025 0.013



Total 633.22 174.62 89.8
30-Day Rlng 0.093 0.027
365-Day Rlng 58012

1/23/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.07 20.48 0.026 7.62 0.013 3.75
1 0.075 21.39 0.028 7.94 0.013 3.71
2 0.093 26.82 0.024 7.06 0.013 3.77
3 0.091 26.45 0.026 7.6 0.013 3.77
4 0.09 25.75 0.026 7.59 0.013 3.72
5 0.088 25.97 0.03 8.77 0.013 3.78
6 0.091 27.3 0.026 7.89 0.013 3.86
7 0.093 29.81 0.016 5.2 0.013 4.01
8 0.086 25.77 0.021 6.43 0.013 3.85
9 0.082 24.23 0.019 5.62 0.013 3.8

10 0.081 23.64 0.027 7.7 0.013 3.71
11 0.085 24.58 0.024 6.99 0.013 3.74
12 0.092 26.83 0.026 7.47 0.013 3.74
13 0.094 26.9 0.026 7.44 0.013 3.68
14 0.091 25.79 0.028 8.01 0.013 3.71
15 0.093 26.83 0.026 7.54 0.013 3.73
16 0.094 26.86 0.026 7.48 0.013 3.68
17 0.091 26.21 0.028 7.97 0.013 3.75
18 0.093 27.06 0.03 8.67 0.013 3.75
19 0.094 26.61 0.024 6.67 0.013 3.67
20 0.095 25.96 0.03 8.16 0.013 3.57
21 0.093 25.25 0.029 7.88 0.013 3.54
22 0.099 26.97 0.029 8.08 0.013 3.49
23 0.1 25.68 0.027 6.9 0.013 3.33

Average 0.09 0.026 0.013
Total 619.14 178.68 89.1
30-Day Rlng 0.093 0.027
365-Day Rlng 57995

1/24/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.114 22.48 0.034 6.69 0.013 2.55
1 0.115 20.18 0.043 7.51 0.013 2.25
2 0.116 21.08 0.045 8.22 0.013 2.34
3 0.098 17.75 0.042 7.62 0.013 2.35
4 0.097 17.36 0.048 8.62 0.013 2.32
5 0.096 17.08 0.02 3.49 0.013 2.29
6 0.102 18.99 0.024 4.53 0.013 2.35
7 0.093 20.25 0.025 5.59 0.013 2.78
8 0.098 18.83 0.025 4.85 0.013 2.49
9 0.098 18 0.033 6.1 0.013 2.38

10 0.099 18.5 0.023 4.24 0.013 2.38
11 0.095 17.73 0.032 6.04 0.013 2.38



12 0.095 17.21 0.03 5.44 0.013 2.35
13 0.097 17.52 0.023 4.21 0.013 2.32
14 0.098 18.49 0.024 4.49 0.013 2.42
15 0.088 25.86 0.018 5.38 0.013 3.74
16 0.082 24.54 0.016 4.65 0.013 3.81
17 0.089 27 0.027 8.08 0.013 3.86
18 0.087 26.12 0.026 7.75 0.013 3.83
19 0.09 26.47 0.027 7.91 0.013 3.77
20 0.089 26.4 0.032 9.36 0.013 3.78
21 0.088 25.97 0.021 6.3 0.013 3.77
22 0.086 25.02 0.026 7.42 0.013 3.7
23 0.09 26.66 0.023 6.92 0.013 3.78

Average 0.096 0.029 0.013
Total 515.49 151.41 70
30-Day Rlng 0.093 0.027
365-Day Rlng 57954

1/25/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.96 0.026 7.71 0.013 3.81
1 0.09 26.16 0.028 8.22 0.013 3.73
2 0.087 25.74 0.024 7.21 0.013 3.81
3 0.085 25.42 0.027 8 0.013 3.85
4 0.09 26.48 0.028 8.2 0.013 3.77
5 0.087 26.28 0.023 7.04 0.013 3.88
6 0.088 27.4 0.025 7.73 0.013 3.98
7 0.078 24.77 0.026 8.4 0.013 4.15
8 0.086 27.07 0.023 7.33 0.013 4
9 0.087 26.4 0.021 6.34 0.013 3.9

10 0.088 26.6 0.021 6.38 0.013 3.91
11 0.089 27.52 0.022 6.78 0.013 3.95
12 0.086 26.17 0.025 7.6 0.013 3.88
13 0.089 26.67 0.027 8.09 0.013 3.83
14 0.089 26.84 0.027 8.2 0.013 3.88
15 0.086 26.25 0.027 8.09 0.013 3.9
16 0.089 26.87 0.023 6.95 0.013 3.86
17 0.09 26.61 0.026 7.59 0.013 3.83
18 0.089 26.99 0.028 8.55 0.013 3.91
19 0.088 26.18 0.029 8.83 0.013 3.86
20 0.088 26.78 0.024 7.14 0.013 3.91
21 0.087 26.48 0.024 7.27 0.013 3.91
22 0.087 26.5 0.025 7.64 0.013 3.87
23 0.088 26.43 0.025 7.53 0.013 3.91

Average 0.088 0.025 0.013
Total 635.57 182.82 93.3
30-Day Rlng 0.093 0.027
365-Day Rlng 57928

1/26/2021



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.089 26.61 0.025 7.49 0.013 3.9
1 0.091 26.6 0.025 7.34 0.013 3.81
2 0.084 25.42 0.032 9.57 0.013 3.86
3 0.086 26.23 0.025 7.54 0.013 3.95
4 0.093 26.64 0.022 6.44 0.013 3.73
5 0.087 25.92 0.028 8.29 0.013 3.85
6 0.091 27.3 0.025 7.63 0.013 3.92
7 0.093 30.28 0.026 8.57 0.013 4.19
8 0.084 25.92 0.024 7.51 0.013 3.97
9 0.088 26.4 0.023 6.98 0.013 3.99

10 0.088 27.52 0.029 9.11 0.013 4.02
11 0.089 26.77 0.024 7.21 0.013 3.92
12 0.087 26.23 0.025 7.65 0.013 3.92
13 0.088 25.66 0.027 7.75 0.013 3.81
14 0.09 27.06 0.027 8.16 0.013 3.89
15 0.09 26.81 0.026 7.82 0.013 3.86
16 0.09 26.42 0.028 8.24 0.013 3.81
17 0.092 26.69 0.03 8.8 0.013 3.8
18 0.089 26.51 0.031 9.13 0.013 3.88
19 0.096 27.42 0.029 8.42 0.013 3.75
20 0.09 26.56 0.029 8.58 0.013 3.89
21 0.09 27.04 0.029 8.63 0.013 3.94
22 0.091 26.36 0.03 8.67 0.013 3.8
23 0.09 26.89 0.032 9.65 0.013 3.9

Average 0.089 0.027 0.013
Total 641.26 195.18 93.4
30-Day Rlng 0.093 0.027
365-Day Rlng 57911

1/27/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.14 0.025 7.55 0.013 3.93
1 0.092 26.54 0.031 9.12 0.013 3.82
2 0.085 24.67 0.033 9.48 0.013 3.82
3 0.092 26.57 0.03 8.67 0.013 3.82
4 0.093 26.05 0.027 7.44 0.013 3.74
5 0.094 27.05 0.031 9 0.013 3.81
6 0.09 26.64 0.03 8.9 0.013 3.9
7 0.081 27.07 0.023 7.53 0.013 4.35
8 0.088 26.99 0.03 9.16 0.013 4.01
9 0.085 26.83 0.025 8.04 0.013 4.12

10 0.089 26.47 0.032 9.41 0.013 3.91
11 0.092 26.58 0.027 7.91 0.013 3.83
12 0.092 27.14 0.028 8.2 0.013 3.84
13 0.089 25.77 0.029 8.27 0.013 3.79
14 0.092 26.91 0.029 8.62 0.013 3.84
15 0.092 26.8 0.031 9.02 0.013 3.84



16 0.091 26.36 0.027 7.72 0.013 3.79
17 0.092 26.38 0.031 9.01 0.013 3.79
18 0.088 26.33 0.03 8.9 0.013 3.91
19 0.095 27.62 0.031 9 0.013 3.78
20 0.091 26.81 0.03 8.92 0.013 3.83
21 0.091 26.79 0.029 8.68 0.013 3.83
22 0.077 22.96 0.028 8.29 0.013 3.88
23 0.09 26.6 0.031 9.13 0.013 3.82

Average 0.09 0.029 0.013
Total 634.07 205.97 93
30-Day Rlng 0.093 0.027
365-Day Rlng 57911

1/28/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.19 0.027 7.81 0.013 3.78
1 0.097 26.64 0.025 6.83 0.013 3.59
2 0.092 26.73 0.025 7.14 0.013 3.77
3 0.092 27 0.034 9.84 0.013 3.82
4 0.09 26.79 0.029 8.52 0.013 3.82
5 0.089 26.51 0.031 9.06 0.013 3.85
6 0.088 26.42 0.023 6.76 0.013 3.9
7 0.09 28.45 0.019 6.09 Cal Cal
8 0.094 26.2 0.027 7.71 0.013 3.71
9 0.086 26.98 0.028 8.88 0.013 4.15

10 0.084 25.8 0.031 9.56 0.013 4.06
11 0.093 26.73 0.028 7.88 0.013 3.76
12 0.091 26.09 0.03 8.53 0.013 3.76
13 0.093 26.5 0.029 8.16 0.013 3.74
14 0.092 26.39 0.029 8.48 0.013 3.78
15 0.091 26.96 0.031 9.19 0.013 3.8
16 0.092 26.57 0.03 8.7 0.013 3.77
17 0.089 25.99 0.029 8.4 0.013 3.78
18 0.091 26.83 0.027 7.85 0.013 3.83
19 0.088 25.95 0.024 6.97 0.013 3.82
20 0.092 27.41 0.027 8.11 0.013 3.85
21 0.088 26.2 0.022 6.59 0.013 3.85
22 0.091 26.43 0.023 6.78 0.013 3.76
23 0.092 27.13 0.026 7.87 0.013 3.85

Average 0.091 0.027 0.013
Total 638.89 191.71 87.8
30-Day Rlng 0.093 0.027
365-Day Rlng 57913

1/29/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.96 0.027 7.87 0.013 3.82
1 0.09 26.37 0.032 9.35 0.013 3.84
2 0.091 26.3 0.02 5.95 0.013 3.74



3 0.094 27.35 0.031 9.02 0.013 3.79
4 0.091 26.31 0.031 8.85 0.013 3.75
5 0.09 26.81 0.026 7.68 0.013 3.83
6 0.092 28.01 0.026 7.87 0.013 3.91
7 0.085 26.26 0.027 8.38 0.013 3.97
8 0.087 26.36 0.027 8.21 0.013 3.93
9 0.089 26.3 0.029 8.62 0.013 3.86

10 0.09 26.64 0.025 7.58 0.013 3.83
11 0.092 27.67 0.032 9.67 0.013 3.85
12 0.088 25.82 0.027 8.05 0.013 3.83
13 0.088 25.75 0.028 8.23 0.013 3.79
14 0.088 25.78 0.029 8.54 0.013 3.79
15 0.092 27.25 0.028 8.31 0.013 3.81
16 0.089 25.93 0.028 8.15 0.013 3.79
17 0.088 25.85 0.024 7.18 0.013 3.78
18 0.09 26.97 0.029 8.53 0.013 3.81
19 0.091 26.47 0.029 8.36 0.013 3.77
20 0.091 26.98 0.031 9.18 0.013 3.84
21 0.092 26.66 0.019 5.59 0.013 3.79
22 0.09 25.98 0.034 9.96 0.013 3.72
23 0.092 27.07 0.029 8.68 0.013 3.83

Average 0.09 0.028 0.013
Total 636.85 197.81 91.7
30-Day Rlng 0.092 0.027
365-Day Rlng 57899

1/30/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.49 0.029 8.51 0.013 3.75
1 0.093 26.87 0.031 8.84 0.013 3.74
2 0.092 26.26 0.031 8.92 0.013 3.72
3 0.092 26.39 0.027 7.68 0.013 3.75
4 0.095 26.91 0.023 6.58 0.013 3.69
5 0.092 26.37 0.028 8.07 0.013 3.75
6 0.093 27.36 0.032 9.36 0.013 3.85
7 0.089 26.38 0.031 9.19 0.013 3.9
8 0.09 26.61 0.028 8.36 0.013 3.85
9 0.092 26.52 0.028 7.92 0.013 3.78

10 0.097 25.89 0.028 7.62 0.014 3.7
11 0.098 25 0.023 5.94 0.014 3.57
12 0.093 27.09 0.029 8.37 0.013 3.77
13 0.093 26.88 0.029 8.37 0.013 3.73
14 0.092 26.55 0.031 8.99 0.013 3.76
15 0.092 26.45 0.03 8.53 0.013 3.75
16 0.092 26.5 0.029 8.37 0.013 3.72
17 0.095 27.28 0.034 9.75 0.013 3.77
18 0.09 25.8 0.026 7.5 0.013 3.75
19 0.092 26.66 0.023 6.56 0.013 3.76



20 0.091 26.4 0.026 7.44 0.013 3.81
21 0.095 27.67 0.023 6.58 0.013 3.8
22 0.09 25.75 0.027 7.78 0.013 3.75
23 0.093 27.14 0.022 6.38 0.013 3.78

Average 0.093 0.028 0.013
Total 637.22 191.61 90.2
30-Day Rlng 0.092 0.027
365-Day Rlng 57901

1/31/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.53 0.028 8.49 0.013 3.92
1 0.095 26.21 0.028 7.65 0.013 3.64
2 0.094 27.24 0.034 9.87 0.013 3.75
3 0.095 27.12 0.03 8.52 0.013 3.76
4 0.09 25.77 0.021 5.92 0.013 3.75
5 0.089 26.18 0.029 8.51 0.013 3.81
6 0.092 27.31 0.029 8.5 0.013 3.87
7 0.087 25.82 0.019 5.54 0.013 3.94
8 0.09 26.12 0.027 7.8 0.013 3.85
9 0.089 26.11 0.031 9.21 0.013 3.86

10 0.089 26.51 0.032 9.71 0.013 3.88
11 0.091 26.42 0.03 8.66 0.013 3.77
12 0.094 27.09 0.027 7.77 0.013 3.74
13 0.093 26.13 0.029 8.03 0.013 3.67
14 0.093 26.82 0.03 8.61 0.013 3.76
15 0.091 26.23 0.031 9.01 0.013 3.77
16 0.091 26.1 0.029 8.4 0.013 3.72
17 0.088 25.51 0.029 8.32 0.013 3.76
18 0.072 20.69 0.029 8.2 0.013 3.75
19 0.083 23.99 0.03 8.7 0.013 3.75
20 0.091 26.24 0.022 6.39 0.013 3.79
21 0.093 27.21 0.026 7.74 0.013 3.81
22 0.092 26.76 0.03 8.81 0.013 3.83
23 0.091 26.68 0.025 7.4 0.013 3.79

Average 0.09 0.028 0.013
Total 626.79 195.76 90.9
30-Day Rlng 0.092 0.027
365-Day Rlng 57901

2/1/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.19 0.02 5.85 0.013 3.74
1 0.096 26.99 0.025 7.03 0.013 3.64
2 0.093 26.55 0.018 5.08 0.013 3.71
3 0.093 26.93 0.029 8.4 0.013 3.72
4 0.093 26.31 0.026 7.28 0.013 3.67
5 0.093 26.73 0.032 9.23 0.013 3.71
6 0.091 26.46 0.028 8.16 0.013 3.77



7 0.089 26.68 0.027 8.18 0.013 3.88
8 0.091 26.55 0.025 7.25 0.013 3.85
9 0.089 26.26 0.031 9.1 0.013 3.82

10 0.094 26.36 0.023 6.55 0.013 3.65
11 0.09 26.64 0.028 8.36 0.013 3.76
12 0.09 26.46 0.03 8.71 0.013 3.77
13 0.086 25.15 0.029 8.48 0.013 3.74
14 0.092 26.99 0.028 8.18 0.013 3.77
15 0.089 25.96 0.03 8.8 0.013 3.75
16 0.092 26.82 0.031 9.13 0.013 3.74
17 0.092 26.4 0.027 7.78 0.013 3.75
18 0.09 26.56 0.032 9.25 0.013 3.77
19 0.092 26.99 0.032 9.32 0.013 3.74
20 0.089 26 0.021 6.16 0.013 3.77
21 0.091 26.63 0.027 7.89 0.013 3.79
22 0.091 26.53 0.033 9.54 0.013 3.77
23 0.09 26.5 0.023 6.86 0.013 3.8

Average 0.091 0.027 0.013
Total 635.64 190.57 90.1
30-Day Rlng 0.092 0.027
365-Day Rlng 57883

2/2/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.63 0.026 7.6 0.013 3.76
1 0.093 26.54 0.022 6.26 0.013 3.69
2 0.092 26.91 0.032 9.18 0.013 3.76
3 0.09 26.43 0.033 9.62 0.013 3.78
4 0.086 25.64 0.027 7.9 0.013 3.82
5 0.091 27.13 0.024 7.05 0.013 3.79
6 0.09 27.09 0.036 10.79 0.013 3.87
7 0.085 26.22 0.024 7.41 0.013 3.92
8 0.088 25.99 0.023 6.87 0.013 3.84
9 0.089 26.33 0.031 9.08 0.013 3.8

10 0.092 26.85 0.029 8.5 0.013 3.76
11 0.089 26.43 0.027 8.13 0.013 3.78
12 0.091 26.42 0.031 8.88 0.013 3.74
13 0.094 26.17 0.029 8.11 0.013 3.61
14 0.094 27.54 0.032 9.32 0.013 3.75
15 0.09 26.2 0.028 8.2 0.013 3.73
16 0.091 26.13 0.026 7.44 0.013 3.69
17 0.09 26.29 0.027 7.84 0.013 3.72
18 0.091 26.14 0.032 9.09 0.013 3.71
19 0.095 26.98 0.025 7.02 0.013 3.67
20 0.092 26.44 0.024 7 0.013 3.73
21 0.092 26.39 0.034 9.72 0.013 3.77
22 0.094 26.64 0.024 6.69 0.013 3.67
23 0.09 26.23 0.024 7.13 0.013 3.79



Average 0.091 0.028 0.013
Total 635.76 194.83 90.2
30-Day Rlng 0.092 0.027
365-Day Rlng 57865

2/3/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.55 0.024 6.66 0.013 3.69
1 0.096 26.2 0.032 8.92 0.013 3.56
2 0.09 26.67 0.035 10.29 0.013 3.77
3 0.092 26.44 0.028 8.09 0.013 3.66
4 0.096 26.47 0.028 7.62 0.013 3.49
5 0.092 27.1 0.031 9.07 0.013 3.72
6 0.092 27.08 0.025 7.34 0.013 3.77
7 0.086 25.78 0.026 7.94 0.013 3.81
8 0.088 26.36 0.028 8.28 0.013 3.78
9 0.086 25.42 0.02 5.98 0.013 3.83

10 0.094 27.25 0.031 9.03 0.013 3.72
11 0.09 27.37 0.03 9.12 0.013 3.88
12 0.088 26.04 0.028 8.2 0.013 3.7
13 0.089 26.25 0.028 8.29 0.012 3.64
14 0.09 26.18 0.03 8.62 0.013 3.67
15 0.093 27 0.029 8.52 0.013 3.67
16 0.09 26.18 0.029 8.38 0.012 3.63
17 0.091 26.96 0.03 8.92 0.012 3.68
18 0.091 26.59 0.03 8.75 0.013 3.72
19 0.09 26.4 0.029 8.5 0.013 3.71
20 0.091 26.92 0.027 7.99 0.013 3.76
21 0.089 25.98 0.027 7.81 0.013 3.74
22 0.092 26.36 0.031 8.82 0.013 3.66
23 0.092 26.98 0.024 7.08 0.013 3.72

Average 0.091 0.028 0.013
Total 636.53 198.22 89
30-Day Rlng 0.092 0.027
365-Day Rlng 57865

2/4/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.51 0.027 7.82 0.013 3.72
1 0.093 26.73 0.031 8.96 0.013 3.66
2 0.091 26.84 0.025 7.36 0.013 3.75
3 0.094 27.9 0.036 10.8 0.013 3.81
4 0.085 25 0.029 8.69 0.013 3.76
5 0.091 27.12 0.028 8.21 0.013 3.79
6 0.089 27.24 0.027 8.1 0.013 3.85
7 0.081 24.22 0.02 6.06 0.013 3.84
8 0.091 27.28 0.025 7.66 0.013 3.83
9 0.093 27.51 0.024 7.03 0.013 3.75

10 0.088 25.33 0.032 9.11 0.013 3.7



11 0.09 26.14 0.027 7.84 0.013 3.74
12 0.092 27.27 0.03 8.81 0.013 3.78
13 0.086 25.07 0.029 8.36 0.013 3.73
14 0.092 27.62 0.027 8.11 0.013 3.82
15 0.091 26.98 0.031 9.08 0.013 3.75
16 0.089 25.77 0.026 7.65 0.013 3.71
17 0.09 26.4 0.031 9.1 0.013 3.75
18 0.092 27.41 0.031 9.13 0.013 3.76
19 0.088 25.13 0.029 8.41 0.013 3.7
20 0.092 26.92 0.031 9.06 0.013 3.78
21 0.089 25.91 0.028 8.18 0.013 3.77
22 0.097 27.19 0.039 10.83 0.013 3.61
23 0.089 25.72 0.031 8.95 0.013 3.71

Average 0.09 0.029 0.013
Total 635.21 203.31 90.1
30-Day Rlng 0.092 0.027
365-Day Rlng 57861

2/5/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 27.3 0.027 8.22 0.013 3.78
1 0.088 25.89 0.027 7.89 0.013 3.74
2 0.09 26.24 0.031 9.18 0.013 3.77
3 0.093 28.21 0.03 9.06 0.013 3.82
4 0.089 26.4 0.029 8.63 0.013 3.75
5 0.086 25.67 0.02 5.81 0.013 3.8
6 0.095 30.18 0.027 8.54 0.013 4.06
7 0.086 25.45 0.029 8.74 0.013 3.8
8 0.089 26.8 0.024 7.32 0.013 3.84
9 0.09 26.57 0.027 8.12 0.013 3.77

10 0.088 26.17 0.022 6.64 0.013 3.82
11 0.091 26.21 0.024 6.81 0.013 3.72
12 0.094 27.31 0.028 8.02 0.013 3.72
13 0.09 25.68 0.024 6.86 0.013 3.62
14 0.092 26.59 0.023 6.71 0.013 3.68
15 0.093 27.29 0.023 6.85 0.013 3.69
16 0.093 26.42 0.026 7.34 0.013 3.64
17 0.092 26.91 0.025 7.16 0.013 3.7
18 0.09 26.43 0.029 8.57 0.013 3.73
19 0.088 25.11 0.033 9.4 0.013 3.69
20 0.092 27.02 0.027 8 0.013 3.77
21 0.088 26.01 0.028 8.23 0.013 3.79
22 0.093 26.97 0.027 7.72 0.013 3.69
23 0.09 26.84 0.033 9.87 0.013 3.81

Average 0.09 0.027 0.013
Total 639.67 189.69 90.2
30-Day Rlng 0.092 0.027
365-Day Rlng 57824



2/6/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 25.96 0.025 7.41 0.013 3.86
1 0.094 26.75 0.034 9.74 0.013 3.69
2 0.087 25.08 0.029 8.3 0.013 3.75
3 0.093 27.55 0.029 8.7 0.013 3.83
4 0.092 26.27 0.028 8.09 0.013 3.7
5 0.091 26.75 0.029 8.55 0.013 3.81
6 0.091 26.98 0.031 9.12 0.013 3.81
7 0.088 25.57 0.032 9.34 0.013 3.8
8 0.089 26.57 0.027 7.86 0.013 3.84
9 0.093 27.42 0.031 9.08 0.013 3.79

10 0.091 25.82 0.028 8 0.013 3.68
11 0.094 26.69 0.028 7.91 0.013 3.7
12 0.093 26.67 0.021 6.03 0.013 3.69
13 0.096 27.36 0.022 6.34 0.013 3.66
14 0.091 25.97 0.024 6.82 0.013 3.68
15 0.093 27.03 0.023 6.77 0.013 3.67
16 0.088 25.14 0.02 5.65 0.013 3.66
17 0.091 26.46 0.024 7.05 0.013 3.73
18 0.092 26.82 0.021 6.15 0.013 3.73
19 0.096 27.43 0.031 8.75 0.013 3.66
20 0.091 25.92 0.034 9.66 0.013 3.7
21 0.094 26.36 0.028 7.81 0.013 3.68
22 0.093 25.82 0.032 8.78 0.013 3.59
23 0.093 26.36 0.03 8.41 0.013 3.68

Average 0.092 0.028 0.013
Total 634.75 190.32 89.4
30-Day Rlng 0.092 0.027
365-Day Rlng 57798

2/7/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 27.22 0.032 9.13 0.013 3.62
1 0.093 25.55 0.032 8.88 0.013 3.56
2 0.092 26.6 0.028 8.13 0.013 3.71
3 0.093 26.06 0.031 8.79 0.013 3.65
4 0.092 24.86 0.027 7.29 0.013 3.54
5 0.088 25.54 0.024 7.15 0.013 3.75
6 0.086 25.75 0.031 9.16 0.013 3.87
7 0.09 27.93 0.028 8.8 0.013 3.89
8 0.088 26.46 0.022 6.77 0.013 3.83
9 0.088 27.09 0.022 6.9 0.013 3.91

10 0.085 26.21 0.022 6.79 0.013 3.92
11 0.091 27.04 0.032 9.45 0.013 3.73
12 0.086 25.17 0.025 7.2 0.013 3.7
13 0.095 27.78 0.032 9.31 0.013 3.67
14 0.091 26.79 0.021 6.27 0.013 3.71



15 0.089 26.28 0.028 8.09 0.013 3.7
16 0.089 25.48 0.021 6.08 0.013 3.65
17 0.092 26.95 0.025 7.21 0.013 3.68
18 0.091 26.62 0.025 7.31 0.013 3.7
19 0.089 25.67 0.027 7.78 0.013 3.63
20 0.092 27.59 0.031 9.37 0.013 3.77
21 0.089 25.76 0.028 8.09 0.013 3.7
22 0.089 24.88 0.031 8.68 0.013 3.63
23 0.092 26.77 0.024 7.18 0.013 3.77

Average 0.09 0.027 0.013
Total 632.05 189.81 89.3
30-Day Rlng 0.092 0.027
365-Day Rlng 57815

2/8/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.35 0.03 8.49 0.013 3.67
1 0.094 25.94 0.027 7.58 0.013 3.59
2 0.09 26.58 0.03 8.84 0.013 3.78
3 0.088 26.18 0.029 8.56 0.013 3.78
4 0.09 25.75 0.029 8.31 0.013 3.69
5 0.089 26.33 0.024 7.19 0.013 3.82
6 0.084 25.1 0.029 8.67 0.013 3.9
7 0.095 27.57 0.031 8.88 0.013 3.79
8 0.087 26.11 0.019 5.53 0.013 3.8
9 0.093 27.09 0.029 8.62 0.013 3.72

10 0.094 27.35 0.03 8.86 0.013 3.73
11 0.093 26.5 0.022 6.42 0.013 3.65
12 0.093 26.57 0.033 9.47 0.013 3.62
13 0.09 25.24 0.028 7.86 0.013 3.56
14 0.096 27.11 0.031 8.76 0.013 3.62
15 0.091 25.77 0.018 5.01 0.013 3.6
16 0.094 26.44 0.028 7.74 0.013 3.58
17 0.096 27.08 0.024 6.85 0.013 3.65
18 0.091 26.19 0.027 7.93 0.013 3.69
19 0.094 26.8 0.032 9.04 0.013 3.6
20 0.09 26.6 0.029 8.5 0.013 3.75
21 0.09 26.27 0.033 9.58 0.013 3.78
22 0.093 26.55 0.029 8.26 0.013 3.66
23 0.087 25.96 0.023 6.99 0.013 3.76

Average 0.091 0.028 0.013
Total 633.43 191.94 88.8
30-Day Rlng 0.091 0.027
365-Day Rlng 57835

2/9/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 25.44 0.03 8.81 0.013 3.7
1 0.092 25.97 0.034 9.74 0.013 3.61



2 0.083 24.68 0.026 7.71 0.013 3.75
3 0.091 26.32 0.029 8.41 0.013 3.69
4 0.092 26.43 0.036 10.22 0.013 3.66
5 0.09 26.36 0.029 8.7 0.013 3.8
6 0.091 27.08 0.021 6.23 0.013 3.8
7 0.087 26.24 0.028 8.39 Cal Cal
8 0.089 28.58 0.024 7.77 0.013 4.12
9 0.071 26 0.02 7.29 0.013 4.63

10 0.081 25.78 0.027 8.39 0.013 4.07
11 0.093 26.45 0.032 9.12 0.013 3.64
12 0.093 26.43 0.029 8.29 0.013 3.65
13 0.095 26.74 0.023 6.53 0.013 3.61
14 0.094 26.73 0.03 8.52 0.013 3.65
15 0.092 26.5 0.031 8.84 0.013 3.66
16 0.095 26.95 0.028 7.91 0.013 3.63
17 0.09 25.7 0.023 6.67 0.013 3.66
18 0.093 26.28 0.029 8.07 0.013 3.67
19 0.085 24.75 0.028 8.19 0.013 3.65
20 0.09 26.92 0.03 8.86 0.012 3.73
21 0.09 27.03 0.029 8.66 0.012 3.76
22 0.087 25.84 0.027 8.04 0.013 3.72
23 0.089 26.55 0.029 8.74 0.013 3.74

Average 0.089 0.028 0.013
Total 631.75 198.1 86.6
30-Day Rlng 0.091 0.027
365-Day Rlng 57854

2/10/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 25.51 0.029 8.41 0.013 3.71
1 0.091 26.61 0.031 9 0.013 3.69
2 0.086 25.98 0.026 7.96 0.012 3.75
3 0.089 26.16 0.027 7.88 0.013 3.75
4 0.088 26.31 0.026 7.8 0.012 3.72
5 0.09 26.89 0.031 9.23 0.012 3.73
6 0.087 26.4 0.021 6.31 0.013 3.84
7 0.093 27.96 0.03 9.12 0.013 3.85
8 0.087 26.33 0.021 6.39 0.013 3.79
9 0.09 26.27 0.028 8.09 0.013 3.94

10 0.092 26.61 0.023 6.79 0.013 3.68
11 0.09 26.32 0.024 7.03 0.013 3.7
12 0.093 27.28 0.03 8.74 0.013 3.7
13 0.088 25.5 0.028 8.16 0.013 3.69
14 0.092 26.09 0.029 8.14 0.013 3.63
15 0.096 27.05 0.028 7.81 0.013 3.6
16 0.094 26.88 0.025 7.16 0.013 3.61
17 0.092 27.22 0.031 9.17 0.012 3.69
18 0.089 26.7 0.03 8.97 0.012 3.72



19 0.088 25.85 0.028 8.31 0.013 3.7
20 0.086 25.67 0.029 8.7 0.012 3.74
21 0.089 26.39 0.03 8.93 0.012 3.68
22 0.093 26.89 0.03 8.76 0.013 3.63
23 0.089 26.01 0.023 6.89 0.013 3.71

Average 0.09 0.027 0.013
Total 634.88 193.75 89.3
30-Day Rlng 0.091 0.027
365-Day Rlng 57876

2/11/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.27 0.028 8.08 0.013 3.66
1 0.091 26.28 0.029 8.31 0.013 3.65
2 0.086 25.9 0.026 7.79 0.013 3.76
3 0.09 26.81 0.026 7.87 0.013 3.75
4 0.09 26.47 0.031 9.01 0.013 3.68
5 0.091 27.1 0.031 9.23 0.013 3.74
6 0.087 26.29 0.023 6.84 0.013 3.8
7 0.087 26.82 0.028 8.8 0.013 3.88
8 0.087 26.06 0.018 5.41 0.013 3.81
9 0.092 28.06 0.027 8.19 0.012 3.79

10 0.088 27.37 0.031 9.55 0.012 3.86
11 0.086 25.84 0.028 8.45 0.012 3.7
12 0.091 27.04 0.03 8.82 0.012 3.69
13 0.087 25.49 0.031 9.05 0.012 3.65
14 0.091 26.33 0.03 8.72 0.013 3.68
15 0.094 27.42 0.028 8.05 0.013 3.69
16 0.088 25.52 0.03 8.53 0.013 3.64
17 0.09 26.62 0.03 8.9 0.012 3.7
18 0.09 26.66 0.028 8.4 0.012 3.7
19 0.089 26.53 0.03 8.84 0.012 3.73
20 0.089 27.09 0.026 8.01 0.012 3.8
21 0.087 25.85 0.025 7.56 0.013 3.75
22 0.087 25.97 0.033 9.73 0.012 3.71
23 0.09 26.85 0.022 6.56 0.013 3.75

Average 0.089 0.028 0.013
Total 636.64 198.7 89.6
30-Day Rlng 0.091 0.027
365-Day Rlng 57915

2/12/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 27.26 0.026 7.98 0.012 3.77
1 0.091 26.68 0.032 9.38 0.013 3.71
2 0.083 25.08 0.023 7.11 0.012 3.77
3 0.092 27.69 0.03 9.17 0.012 3.75
4 0.086 26.23 0.026 8.11 0.012 3.82
5 0.086 26.08 0.025 7.65 0.012 3.78



6 0.09 26.99 0.034 10.07 0.013 3.75
7 0.089 27.86 0.023 7.17 0.012 3.86
8 0.087 27.24 0.025 7.88 0.012 3.86
9 0.087 26.66 0.026 8.03 0.012 3.81

10 0.088 26.2 0.028 8.19 0.013 3.75
11 0.089 27.2 0.022 6.75 0.012 3.76
12 0.087 26.05 0.029 8.73 0.012 3.73
13 0.089 26.54 0.021 6.17 0.012 3.67
14 0.091 27.49 0.023 6.86 0.012 3.69
15 0.09 26.76 0.031 9.09 0.012 3.68
16 0.087 25.58 0.027 7.91 0.012 3.65
17 0.091 26.8 0.03 8.85 0.013 3.71
18 0.088 26.42 0.028 8.53 0.012 3.73
19 0.09 26.83 0.03 8.92 0.012 3.69
20 0.092 27.78 0.031 9.31 0.012 3.73
21 0.088 26.45 0.029 8.78 0.012 3.71
22 0.081 23.94 0.027 8.02 0.013 3.71
23 0.09 27.03 0.029 8.75 0.013 3.77

Average 0.088 0.027 0.012
Total 638.84 197.41 89.9
30-Day Rlng 0.091 0.027
365-Day Rlng 57950

2/13/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.4 0.027 7.95 0.013 3.75
1 0.091 26.76 0.03 8.77 0.013 3.68
2 0.085 25.01 0.031 9.19 0.013 3.71
3 0.093 27.69 0.033 9.71 0.013 3.74
4 0.085 25.4 0.029 8.65 0.013 3.74
5 0.09 26.92 0.028 8.54 0.013 3.77
6 0.085 25.94 0.026 8.01 0.013 3.83
7 0.083 25.54 0.024 7.34 0.013 3.89
8 0.088 26.49 0.028 8.52 0.013 3.84
9 0.09 26.98 0.03 8.98 0.013 3.79

10 0.089 26.96 0.026 8.01 0.013 3.8
11 0.088 27.12 0.03 9.1 0.012 3.82
12 0.09 27.15 0.033 10.02 0.013 3.79
13 0.087 26.01 0.027 7.96 0.013 3.75
14 0.087 26.4 0.028 8.69 0.012 3.8
15 0.089 26.91 0.026 7.77 0.012 3.78
16 0.088 26.04 0.025 7.53 0.013 3.73
17 0.09 26.9 0.033 9.81 0.012 3.72
18 0.088 27.01 0.028 8.57 0.012 3.77
19 0.089 26.95 0.029 8.59 0.012 3.73
20 0.087 26.21 0.028 8.54 0.012 3.75
21 0.086 25.79 0.028 8.35 0.013 3.78
22 0.083 24.52 0.03 8.81 0.013 3.73



23 0.085 25.93 0.027 8.33 0.012 3.78
Average 0.088 0.029 0.013
Total 633.03 205.74 90.5
30-Day Rlng 0.091 0.027
365-Day Rlng 57976

2/14/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 27.31 0.023 6.91 0.013 3.78
1 0.088 26.07 0.03 8.88 0.013 3.72
2 0.089 26.7 0.029 8.81 0.012 3.73
3 0.083 24.19 0.026 7.61 0.013 3.74
4 0.088 25.98 0.03 8.92 0.013 3.73
5 0.092 27.58 0.029 8.69 0.013 3.76
6 0.085 25.86 0.026 7.78 0.013 3.81
7 0.088 27.28 0.027 8.4 0.013 3.9
8 0.083 25.3 0.028 8.6 0.013 3.83
9 0.094 28.52 0.032 9.73 0.012 3.79

10 0.088 26.38 0.029 8.55 0.012 3.72
11 0.088 26.62 0.026 7.93 0.012 3.75
12 0.085 25.47 0.023 6.78 0.012 3.73
13 0.09 26.63 0.028 8.28 0.012 3.7
14 0.091 27.36 0.028 8.29 0.012 3.75
15 0.091 27.53 0.029 8.84 0.012 3.75
16 0.078 21.86 0.025 6.93 0.013 3.6
17 0.092 20.66 0.023 5.08 0.014 3.16
18 0.084 19.61 0.034 7.93 0.014 3.16
19 0.215 12.09 0.038 2.61 OOR OOR
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.094 0.028 0.013
Total 499 155.55 70.1
30-Day Rlng 0.091 0.027
365-Day Rlng 57926

2/15/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 DCal DCal DCal DCal DCal DCal
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down



10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.091 0.027
365-Day Rlng 57748

2/16/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.091 0.027



365-Day Rlng 57574
2/17/2021

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Inval Maint Inval Maint Inval Maint
21 Inval OOC Inval OOC Inval OOC
22 Inval 6.3 Inval 4.38 Inval 8.81
23 Inval 6 Inval 4.18 Inval 14.21

Average Inval Inval Inval
Total 12.3 8.56 23
30-Day Rlng 0.091 0.027
365-Day Rlng 57396

2/18/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Inval 6.32 Inval 4.08 Inval 15.51
1 Inval 7.45 Inval 4.31 Inval 17.01
2 Inval 7.57 Inval 4.36 Inval 17.07
3 0.408 23.34 0.056 3.42 OOR OOR
4 0.31 42.9 0.026 3.57 OOR OOR
5 0.335 46.24 0.03 4.16 OOR OOR
6 0.425 58.24 0.032 4.32 OOR OOR
7 0.074 15 0.021 4.28 0.058 11.7
8 0.098 19.51 0.02 3.94 0.018 3.51
9 0.084 19.83 0.028 6.63 0.015 3.54

10 0.081 23.19 0.031 8.96 0.013 3.62
11 0.094 25.14 0.023 6.13 0.013 3.54
12 0.097 26.04 0.029 7.69 0.013 3.62
13 0.094 25.27 0.028 7.49 0.013 3.56



14 0.096 25.99 0.025 6.64 0.013 3.55
15 0.097 26.58 0.029 7.99 0.013 3.55
16 0.103 24.85 0.022 5.37 0.014 3.35
17 0.108 26.28 0.035 8.63 0.014 3.37
18 0.107 26.21 0.03 7.3 0.014 3.4
19 0.106 25.68 0.034 8.38 0.014 3.38
20 0.105 25.78 0.033 8.12 0.014 3.42
21 0.107 26.06 0.035 8.45 0.014 3.4
22 0.105 25.76 0.032 7.7 0.014 3.38
23 0.106 25.87 0.029 7.08 0.014 3.4

Average 0.15 0.03 0.017
Total 605.1 149 116.9
30-Day Rlng 0.092 0.027
365-Day Rlng 57353

2/19/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.108 26.47 0.031 7.63 0.014 3.43
1 0.107 25.53 0.039 9.2 0.014 3.37
2 0.108 26.21 0.021 5.19 0.014 3.39
3 0.109 26.48 0.027 6.64 0.014 3.41
4 0.107 25.35 0.03 7.1 0.014 3.4
5 0.108 25.97 0.036 8.77 0.014 3.43
6 0.113 27.76 0.027 6.56 0.014 3.49
7 0.085 21.48 0.036 9.34 0.014 3.64
8 0.097 23.71 0.028 6.87 0.014 3.45
9 0.058 14.43 0.029 7.24 0.014 3.46

10 0.063 15.16 0.031 7.58 0.014 3.42
11 0.06 14.82 0.03 7.27 0.014 3.46
12 0.058 14.04 0.032 7.64 0.014 3.45
13 0.075 18.39 0.03 7.22 0.014 3.48
14 0.103 26.09 0.03 7.6 0.014 3.56
15 0.086 18.64 0.021 4.64 0.016 3.42
16 0.106 19.01 0.021 3.81 0.019 3.36
17 Inval 4.6 Inval 2.06 Inval 3.55
18 Down Down Down Down Down Down
19 Inval 1.97 Inval 1.37 Inval 1.34
20 0.113 7.05 0.067 4.14 0.196 12.27
21 Inval 5.53 Inval 3.85 Inval 18.36
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.092 0.031 0.025
Total 388.69 131.72 94.1
30-Day Rlng 0.092 0.028
365-Day Rlng 57289

2/20/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down



1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Inval 4.65 Inval 3.23 Inval 4.63
6 Inval 6.12 Inval 4.25 Inval 6.45
7 DCal DCal DCal DCal DCal DCal
8 Inval 2.76 Inval 1.92 Inval 2.26
9 Inval 5.83 Inval 4.06 Inval 9.74

10 Inval 5.84 Inval 4.06 Inval 18.57
11 0.131 5.72 0.087 3.81 0.458 20.19
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Inval 5.39 Inval 3.75 Inval 10.51
15 Inval 4.67 Inval 3.25 Inval 16.89
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.131 0.087 0.458
Total 40.98 28.33 89.2
30-Day Rlng 0.092 0.028
365-Day Rlng 57122

2/21/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 DCal DCal DCal DCal DCal DCal
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down



18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.092 0.028
365-Day Rlng 56918

2/22/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 DCal DCal DCal DCal DCal DCal
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.092 0.028
365-Day Rlng 56707

2/23/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down



5 Down Down Down Down Down Down
6 DCal DCal DCal DCal DCal DCal
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.092 0.028
365-Day Rlng 56504

2/24/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down



22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.092 0.028
365-Day Rlng 56315

2/25/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.092 0.028
365-Day Rlng 56296

2/26/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down



9 Down Down Down Down Down Down
10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.092 0.028
365-Day Rlng 56296

2/27/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Maint Maint Maint Maint Maint Maint
15 Maint Maint Maint Maint Maint Maint
16 Maint Maint Maint Maint Maint Maint
17 Maint Maint Maint Maint Maint Maint
18 Inval 7.18 Inval 4.2 Inval 21.23
19 0.164 7.61 0.087 4.04 0.335 15.59
20 0.162 8.81 0.076 4.11 0.364 19.83
21 0.18 10.62 0.07 4.11 0.291 17.19
22 0.188 11 0.07 4.07 0.272 15.97
23 0.261 20.73 0.041 3.46 OOR OOR

Average 0.191 0.069 0.316
Total 65.95 23.99 89.8



30-Day Rlng 0.093 0.028
365-Day Rlng 56320

2/28/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.345 41.15 0.027 3.24 Inval Inval
1 0.149 24.64 0.021 3.48 Inval Inval
2 0.083 21.15 0.026 6.67 0.015 3.78
3 0.092 26.54 0.036 10.34 0.013 3.74
4 0.091 26.57 0.031 9.05 0.013 3.72
5 0.09 26.42 0.029 8.4 0.013 3.74
6 0.08 22.83 0.021 6.06 0.013 3.79
7 0.086 25.34 0.026 7.63 0.013 3.85
8 0.086 25.44 0.024 7.24 0.013 3.83
9 0.087 25.25 0.026 7.51 0.013 3.79

10 0.088 25.13 0.027 7.8 0.013 3.73
11 0.088 25.25 0.024 6.93 0.013 3.74
12 0.089 25.22 0.029 8.36 0.017 4.68
13 0.088 24.82 0.024 6.67 0.014 3.87
14 0.089 25.01 0.028 7.8 0.013 3.7
15 0.089 25.32 0.027 7.59 0.013 3.72
16 0.088 24.2 0.029 8.07 0.013 3.67
17 0.087 24.86 0.024 6.93 0.013 3.7
18 0.098 25.82 0.027 7.21 0.014 3.71
19 0.09 24.37 0.031 8.5 0.014 3.67
20 0.092 25.92 0.025 7.09 0.013 3.74
21 0.088 25.34 0.029 8.27 0.013 3.76
22 0.087 25.42 0.028 8.06 0.013 3.75
23 0.085 24.93 0.024 7.13 0.013 3.81

Average 0.101 0.027 0.013
Total 616.94 176.03 83.5
30-Day Rlng 0.094 0.028
365-Day Rlng 56379

3/1/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 25.42 0.024 6.91 0.013 3.81
1 0.088 26.52 0.031 9.32 0.013 3.87
2 0.09 26.03 0.027 7.79 0.013 3.74
3 0.092 26.7 0.026 7.4 0.013 3.74
4 0.089 25.31 0.027 7.58 0.013 3.71
5 0.092 27.13 0.027 7.83 0.013 3.78
6 0.085 25.67 0.026 7.93 0.013 3.88
7 0.081 26.3 0.027 8.71 0.013 4.22
8 0.089 26.41 0.025 7.56 0.013 3.82
9 0.087 25.73 0.028 8.28 0.013 3.83

10 0.086 24.96 0.032 9.19 0.013 3.74
11 0.093 26.27 0.024 6.7 0.013 3.7
12 0.095 27.21 0.026 7.55 0.013 3.7



13 0.091 26.34 0.029 8.33 0.013 3.65
14 0.09 25.82 0.027 7.89 0.013 3.72
15 0.09 26.13 0.027 7.8 0.013 3.76
16 0.087 25.64 0.028 8.17 0.013 3.75
17 0.09 26.28 0.024 7 0.013 3.75
18 0.088 25.92 0.026 7.69 0.013 3.77
19 0.088 26.06 0.027 7.83 0.013 3.78
20 0.088 26.11 0.026 7.82 0.013 3.88
21 0.089 26.5 0.028 8.36 0.013 3.82
22 0.09 25.93 0.025 7.2 0.013 3.73
23 0.086 25.92 0.024 7.11 0.013 3.87

Average 0.089 0.027 0.013
Total 626.31 187.95 91
30-Day Rlng 0.094 0.028
365-Day Rlng 56337

3/2/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 25.87 0.025 7.61 0.013 3.9
1 0.091 26.72 0.027 8.02 0.013 3.81
2 0.089 26.17 0.027 8.09 0.013 3.79
3 0.091 26.78 0.029 8.59 0.013 3.78
4 0.086 25.73 0.029 8.76 0.013 3.87
5 0.094 24.11 0.022 5.76 0.015 3.75
6 0.11 26.54 0.019 4.63 0.016 3.76
7 0.092 26.8 0.026 7.77 0.013 3.94
8 0.088 26.61 0.027 8.23 0.013 3.97
9 0.086 26.03 0.026 7.69 0.013 3.92

10 0.089 25.97 0.023 6.82 0.013 3.83
11 0.091 26.21 0.025 7.34 0.013 3.77
12 0.092 26.99 0.027 7.76 0.013 3.79
13 0.091 26.48 0.03 8.83 0.013 3.77
14 0.088 26.18 0.025 7.45 0.013 3.8
15 0.088 26.23 0.024 7.16 0.013 3.79
16 0.088 25.95 0.024 6.97 0.013 3.72
17 0.088 26.27 0.027 7.92 0.013 3.82
18 0.086 25.8 0.03 9.12 0.013 3.84
19 0.091 27.64 0.03 9.2 0.013 3.83
20 0.084 25.98 0.03 9.23 0.013 3.93
21 0.085 26.22 0.027 8.37 0.013 3.91
22 0.085 25.58 0.034 10.23 0.013 3.89
23 0.089 26.48 0.026 7.9 0.013 3.88

Average 0.09 0.027 0.013
Total 629.34 189.45 92.1
30-Day Rlng 0.094 0.028
365-Day Rlng 56312

3/3/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.086 26.15 0.032 9.6 0.013 3.89
1 0.088 26.27 0.03 8.96 0.013 3.86
2 0.086 25.9 0.032 9.63 0.013 3.81
3 0.098 25.11 0.017 4.4 0.015 3.85
4 0.095 27.43 0.025 7.1 0.014 3.95
5 0.089 26.74 0.03 8.96 0.013 3.86
6 0.085 26.19 0.031 9.43 0.013 3.94
7 0.084 27.38 0.031 10.13 0.013 4.22
8 0.084 25.82 0.022 6.9 0.013 3.97
9 0.086 26.47 0.028 8.72 0.014 4.25

10 0.084 25.46 0.027 8.38 0.013 3.92
11 0.086 26.81 0.029 9.04 0.013 3.96
12 0.084 25.68 0.029 8.86 0.013 3.93
13 0.088 27.39 0.021 6.61 0.013 3.94
14 0.081 25.54 0.028 8.86 0.013 3.95
15 0.085 26.1 0.03 9.05 0.013 3.88
16 0.091 27.01 0.032 9.48 0.013 3.79
17 0.085 25.51 0.027 8.02 0.013 3.82
18 0.087 26.5 0.026 7.9 0.013 3.95
19 0.084 25.78 0.028 8.51 0.013 3.93
20 0.088 26.15 0.028 8.26 0.013 3.85
21 0.089 26.37 0.034 10.2 0.013 3.84
22 0.088 26.04 0.023 6.94 0.013 3.83
23 0.087 26.68 0.031 9.55 0.013 3.95

Average 0.087 0.028 0.013
Total 630.48 203.49 94.1
30-Day Rlng 0.093 0.028
365-Day Rlng 56303

3/4/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 26.22 0.025 7.64 0.013 3.86
1 0.09 25.6 0.03 8.47 0.013 3.68
2 0.088 26.73 0.029 9.05 0.013 3.91
3 0.085 25.77 0.031 9.44 0.013 3.84
4 0.089 26.81 0.028 8.46 0.013 3.83
5 0.084 25.21 0.027 8.02 0.013 3.84
6 0.085 26.18 0.033 10.09 0.013 3.9
7 0.088 28.37 0.033 10.71 0.013 4.08
8 0.083 25.65 0.021 6.63 0.013 3.96
9 0.086 25.83 0.023 6.96 0.013 3.95

10 0.088 26.28 0.025 7.49 0.013 3.95
11 0.088 26.04 0.025 7.51 0.013 3.94
12 0.088 25.81 0.025 7.42 0.013 3.92
13 0.092 26.65 0.027 8 0.013 3.89
14 0.087 26.31 0.026 7.75 0.013 3.93
15 0.088 26.58 0.029 8.86 0.013 3.86
16 0.087 25.75 0.023 6.69 0.013 3.71



17 0.088 26.32 0.028 8.24 0.013 3.76
18 0.086 25.85 0.024 7.05 0.012 3.73
19 0.087 25.06 0.027 7.93 0.013 3.68
20 0.089 26.84 0.032 9.54 0.013 3.87
21 0.088 25.91 0.027 7.99 0.013 3.78
22 0.091 26.73 0.028 8.3 0.013 3.73
23 0.081 24.42 0.026 7.7 0.013 3.9

Average 0.087 0.027 0.013
Total 626.92 195.94 92.5
30-Day Rlng 0.093 0.028
365-Day Rlng 56283

3/5/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.65 0.03 8.98 0.013 3.83
1 0.088 26.54 0.029 8.93 0.013 3.86
2 0.086 25.51 0.025 7.53 0.013 3.79
3 0.089 26.87 0.034 10.23 0.013 3.83
4 0.085 25.34 0.026 7.83 0.013 3.76
5 0.094 32.53 0.033 11.3 0.012 4.28
6 0.084 25.51 0.026 8.02 0.013 3.93
7 0.089 26.09 0.033 9.82 0.013 3.79
8 0.087 26.06 0.029 8.65 0.013 3.87
9 0.089 26.28 0.033 9.64 0.013 3.83

10 0.087 25.92 0.024 7.19 0.013 3.8
11 0.088 26.35 0.026 7.63 0.013 3.81
12 0.089 25.96 0.02 5.82 0.013 3.74
13 0.091 26.5 0.018 5.35 0.013 3.72
14 0.087 25.65 0.017 5.07 0.013 3.78
15 0.084 25.09 0.027 8.06 0.013 3.81
16 0.09 26.27 0.021 6.21 0.013 3.81
17 0.086 24.84 0.028 8.05 0.013 3.8
18 0.09 26.48 0.027 7.81 0.013 3.82
19 0.094 25.95 0.026 7.15 0.013 3.67
20 0.089 26.23 0.021 6.33 0.013 3.88
21 0.089 26.17 0.02 5.76 0.013 3.88
22 0.086 25.66 0.023 6.87 0.013 3.93
23 0.09 26.31 0.027 7.97 0.013 3.89

Average 0.088 0.026 0.013
Total 630.76 186.2 92.1
30-Day Rlng 0.093 0.028
365-Day Rlng 56265

3/6/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.09 0.022 6.31 0.013 3.89
1 0.089 25.78 0.023 6.65 0.013 3.85
2 0.091 26.77 0.024 6.98 0.013 3.9
3 0.089 25.97 0.027 8 0.013 3.88



4 0.091 26.09 0.023 6.52 0.013 3.81
5 0.077 24.12 0.022 7.01 0.013 4.28
6 0.084 25.94 0.027 8.33 0.013 4.05
7 0.088 26.42 0.025 7.43 0.013 4.01
8 0.086 25.36 0.025 7.34 0.014 3.99
9 0.082 24.58 0.028 8.27 0.013 3.88

10 0.087 25.66 0.026 7.73 0.013 3.82
11 0.087 25.96 0.023 6.92 0.013 3.86
12 0.088 26.31 0.022 6.78 0.013 3.84
13 0.086 25.09 0.028 8.09 0.013 3.75
14 0.088 26.4 0.027 8.07 0.013 3.79
15 0.087 26.08 0.027 8.06 0.013 3.8
16 0.088 25.65 0.025 7.31 0.013 3.73
17 0.088 26.28 0.025 7.45 0.013 3.8
18 0.088 26.05 0.025 7.43 0.013 3.81
19 0.086 25.63 0.028 8.4 0.013 3.8
20 0.088 26.53 0.023 7.01 0.013 3.87
21 0.086 25.76 0.021 6.13 0.013 3.85
22 0.088 25.84 0.022 6.46 0.013 3.82
23 0.088 26.51 0.025 7.64 0.013 3.87

Average 0.087 0.025 0.013
Total 620.87 176.32 93
30-Day Rlng 0.093 0.028
365-Day Rlng 56251

3/7/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 25.56 0.021 6.47 0.013 3.87
1 0.091 26.86 0.024 7.21 0.013 3.84
2 0.086 26.08 0.024 7.4 0.013 3.89
3 0.086 25.89 0.026 7.69 0.013 3.89
4 0.087 26.04 0.021 6.42 0.013 3.87
5 0.08 26.48 0.021 7.08 0.013 4.31
6 0.082 25.66 0.026 8.23 0.013 4.06
7 0.089 25.87 0.021 6.16 0.013 3.85
8 0.089 26.67 0.03 8.87 0.013 3.87
9 0.089 26.01 0.024 7.01 0.013 3.84

10 0.088 25.96 0.025 7.34 0.013 3.83
11 Maint Maint Maint Maint Maint Maint
12 0.09 27.99 0.024 7.29 0.013 3.93
13 0.087 25.23 0.027 7.81 0.013 3.69
14 0.089 26.11 0.025 7.28 0.013 3.73
15 0.088 25.39 0.024 6.9 0.013 3.71
16 0.093 30.16 0.024 7.83 0.013 4.05
17 0.082 24.5 0.024 7.03 0.013 3.81
18 0.09 25.47 0.026 7.36 0.013 3.6
19 0.097 25.71 0.027 7.18 0.013 3.4
20 0.088 26.15 0.027 8.08 0.013 3.8



21 0.088 25.87 0.023 6.77 0.013 3.8
22 0.091 26.33 0.03 8.64 0.013 3.74
23 0.089 26.1 0.024 7.12 0.013 3.79

Average 0.088 0.025 0.013
Total 602.09 169.17 88.2
30-Day Rlng 0.093 0.028
365-Day Rlng 56228

3/8/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.25 0.024 6.97 0.013 3.8
1 0.091 26.21 0.027 7.91 0.013 3.72
2 0.09 26.45 0.028 8.25 0.013 3.79
3 0.09 26.36 0.027 8.02 0.013 3.77
4 0.09 25.46 0.023 6.63 0.013 3.7
5 0.091 26.85 0.029 8.41 0.013 3.77
6 0.085 26.28 0.029 9.03 0.013 4
7 0.084 25.6 0.023 7.02 0.013 3.89
8 0.086 25.68 0.024 7.16 0.013 3.83
9 0.089 26.12 0.023 6.72 0.013 3.78

10 0.092 26.33 0.027 7.62 0.013 3.66
11 0.092 26.55 0.027 7.79 0.013 3.7
12 0.088 25.39 0.025 7.24 0.013 3.7
13 0.091 24.85 0.026 7.19 0.013 3.59
14 0.098 26.32 0.029 7.73 0.013 3.58
15 0.099 25.89 0.028 7.38 0.013 3.5
16 0.099 25.89 0.031 8.12 0.013 3.42
17 0.094 26.34 0.028 7.74 0.013 3.57
18 0.092 26.53 0.027 7.8 0.013 3.71
19 0.088 25.12 0.03 8.42 0.013 3.65
20 0.092 26.46 0.027 7.85 0.013 3.72
21 0.09 26.31 0.028 8.19 0.013 3.72
22 0.09 25.6 0.024 6.9 0.013 3.66
23 0.09 26.29 0.023 6.75 0.013 3.74

Average 0.091 0.027 0.013
Total 625.13 182.84 89
30-Day Rlng 0.093 0.028
365-Day Rlng 56214

3/9/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.75 0.026 7.54 0.013 3.76
1 0.086 25.1 0.021 6.08 0.013 3.7
2 0.091 26.42 0.02 5.79 0.013 3.73
3 0.089 25.7 0.024 7.13 0.013 3.74
4 0.093 25.91 0.022 6.22 0.013 3.67
5 0.09 26 0.017 4.84 0.013 3.78
6 0.101 32.26 0.038 12.28 0.013 3.99
7 0.08 24.81 0.027 8.49 0.013 3.94



8 0.088 26.09 0.024 7.12 0.013 3.75
9 0.086 24.99 0.027 7.86 0.013 3.7

10 0.094 25.8 0.025 6.72 0.013 3.57
11 0.091 26.07 0.028 8.16 0.013 3.61
12 0.093 26.47 0.025 7.25 0.013 3.59
13 0.093 25.44 0.026 7.08 0.013 3.51
14 0.092 26.09 0.024 6.64 0.013 3.74
15 0.093 26.39 0.022 6.21 0.013 3.76
16 0.088 25.04 0.035 9.78 0.013 3.58
17 0.09 25.86 0.029 8.47 0.013 3.69
18 0.091 26.12 0.03 8.57 0.013 3.64
19 0.093 25.63 0.025 6.87 0.013 3.54
20 0.092 26.01 0.025 7.12 0.013 3.6
21 0.093 26.13 0.019 5.25 0.013 3.61
22 0.095 25.73 0.028 7.52 0.013 3.54
23 0.095 26.56 0.033 9.07 0.013 3.6

Average 0.091 0.026 0.013
Total 627.37 178.06 88.3
30-Day Rlng 0.093 0.028
365-Day Rlng 56222

3/10/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 25.41 0.021 5.61 0.013 3.59
1 0.094 25.75 0.017 4.51 0.013 3.55
2 0.094 26.36 0.03 8.46 0.013 3.62
3 0.094 27.06 0.03 8.68 0.013 3.64
4 0.092 25.56 0.031 8.54 0.013 3.56
5 0.092 26.59 0.023 6.57 0.013 3.71
6 0.092 27.2 0.031 9.05 0.013 3.8
7 0.087 25.47 0.022 6.46 0.013 3.79
8 0.077 26.76 0.019 6.42 0.013 4.48
9 0.076 26.18 0.02 6.94 0.013 4.44

10 0.083 26.39 0.025 7.94 0.013 4.12
11 0.094 26.4 0.025 7 0.013 3.55
12 0.099 25.55 0.026 6.73 0.013 3.33
13 0.104 26.61 0.03 7.74 0.013 3.33
14 0.089 25.81 0.027 7.84 0.013 3.8
15 0.108 25.24 0.03 6.97 0.013 3.02
16 0.109 26.24 0.035 8.36 0.013 3.07
17 0.114 25.88 0.033 7.52 0.013 2.94
18 0.113 27.7 0.033 7.98 0.013 3.14
19 0.121 26.09 0.034 7.35 0.013 2.79
20 0.117 25.45 0.028 6.12 0.014 2.95
21 0.121 27.13 0.035 8.04 0.013 2.9
22 0.089 26.14 0.03 8.93 0.013 3.81
23 0.091 26.78 0.026 7.76 0.013 3.8

Average 0.098 0.028 0.013



Total 629.75 177.52 84.7
30-Day Rlng 0.093 0.028
365-Day Rlng 56235

3/11/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.7 0.026 7.61 0.013 3.76
1 0.089 25.66 0.028 7.91 0.013 3.74
2 0.092 26.41 0.027 7.9 0.013 3.75
3 0.09 25.7 0.018 5.09 0.013 3.68
4 0.091 26.24 0.026 7.59 0.013 3.72
5 0.09 26.35 0.025 7.43 0.013 3.76
6 0.099 31.93 0.032 10.28 0.013 4.03
7 0.082 24.26 0.022 6.56 0.013 3.92
8 0.091 26.33 0.023 6.57 0.013 3.78
9 0.089 24.73 0.022 6.16 0.013 3.68

10 0.1 27 0.028 7.66 0.013 3.58
11 0.093 25.57 0.031 8.27 0.013 3.63
12 0.095 26.54 0.019 5.29 0.013 3.69
13 0.093 25.33 0.026 7.02 0.013 3.61
14 0.096 26.31 0.032 8.77 0.013 3.69
15 0.093 26.42 0.024 6.84 0.013 3.81
16 0.092 25.66 0.02 5.62 0.013 3.78
17 0.09 26.14 0.026 7.55 0.013 3.78
18 0.09 26.77 0.029 8.55 0.013 3.81
19 0.089 26.01 0.023 6.78 0.013 3.75
20 0.087 25.54 0.023 6.63 0.013 3.81
21 0.09 26.6 0.028 8.2 0.013 3.78
22 0.091 26.48 0.029 8.59 0.013 3.72
23 0.091 26.68 0.027 7.93 0.013 3.75

Average 0.091 0.026 0.013
Total 630.36 176.8 90
30-Day Rlng 0.093 0.028
365-Day Rlng 56325

3/12/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.88 0.025 7.2 0.013 3.61
1 0.091 25.24 0.03 8.48 0.013 3.58
2 0.092 26.17 0.024 6.76 0.013 3.59
3 0.092 26.27 0.028 8.15 0.013 3.64
4 0.097 30.1 0.033 10.24 0.013 3.87
5 0.087 26.58 0.03 9.11 0.013 3.88
6 0.089 26.25 0.025 7.32 0.013 3.79
7 0.081 23.7 0.026 7.62 0.013 3.81
8 0.094 26.65 0.027 7.66 0.013 3.71
9 0.093 26.6 0.028 8.13 0.013 3.69

10 0.094 25.65 0.019 5.23 0.013 3.62
11 0.095 26.2 0.024 6.7 0.013 3.66



12 0.092 25.58 0.033 9.22 0.013 3.71
13 0.093 26.09 0.017 4.65 0.013 3.74
14 0.091 25.47 0.022 6.19 0.013 3.7
15 0.094 27.1 0.019 5.57 0.013 3.69
16 0.092 25.78 0.032 8.99 0.013 3.64
17 0.093 26.33 0.028 7.99 0.013 3.7
18 0.091 25.66 0.026 7.23 0.013 3.66
19 0.094 26.74 0.024 6.87 0.013 3.68
20 0.091 26.19 0.024 7.06 0.013 3.75
21 0.092 26.33 0.029 8.25 0.013 3.71
22 0.091 26.08 0.029 8.21 0.013 3.73
23 0.089 25.94 0.026 7.37 0.013 3.77

Average 0.092 0.026 0.013
Total 628.58 180.2 88.9
30-Day Rlng 0.093 0.028
365-Day Rlng 56373

3/13/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.17 0.023 6.74 0.013 3.72
1 0.093 26.33 0.028 7.87 0.013 3.7
2 0.093 26.41 0.031 8.86 0.013 3.67
3 0.092 26.05 0.026 7.44 0.013 3.67
4 0.092 26.35 0.026 7.48 0.013 3.71
5 0.09 26.61 0.029 8.53 0.013 3.86
6 0.084 25.91 0.023 7.22 0.013 4
7 0.089 26.09 0.03 8.75 0.013 3.82
8 0.091 25.52 0.035 9.89 0.013 3.72
9 0.094 26.42 0.026 7.3 0.013 3.69

10 0.091 26.44 0.023 6.65 0.013 3.69
11 0.092 26.6 0.024 7.01 0.013 3.7
12 0.091 26.42 0.024 7.01 0.013 3.65
13 0.091 25.97 0.03 8.38 0.013 3.57
14 0.092 25.87 0.031 8.62 0.013 3.59
15 0.093 26.18 0.029 8.15 0.013 3.67
16 0.09 25.79 0.03 8.53 0.013 3.66
17 0.089 25.83 0.029 8.22 0.013 3.77
18 0.093 26.48 0.021 5.97 0.013 3.69
19 0.09 25.26 0.027 7.55 0.013 3.63
20 0.094 26.61 0.031 8.92 0.013 3.68
21 0.093 26.55 0.025 7.16 0.013 3.66
22 0.093 25.83 0.025 6.93 0.013 3.58
23 0.093 26.52 0.028 8.06 0.013 3.69

Average 0.091 0.027 0.013
Total 628.21 187.24 88.8
30-Day Rlng 0.093 0.028
365-Day Rlng 56367

3/14/2021



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.091 25.23 0.024 6.71 0.013 3.62
1 0.096 26.42 0.029 8.11 0.013 3.62
2 0.092 26.3 0.028 8.07 0.013 3.68
3 0.092 26.32 0.03 8.52 0.013 3.7
4 0.09 25.44 0.024 6.79 0.013 3.65
5 0.093 27.02 0.024 6.87 0.013 3.73
6 0.084 25.28 0.028 8.5 0.013 3.92
7 0.088 25.82 0.026 7.55 0.013 3.86
8 0.09 25.43 0.021 5.9 0.013 3.72
9 0.094 26.35 0.031 8.71 0.013 3.67

10 0.093 26.53 0.029 8.25 0.013 3.72
11 0.088 25.52 0.033 9.72 0.013 3.82
12 0.091 27.14 0.033 9.71 0.013 3.87
13 0.087 25.48 0.018 5.36 0.013 3.8
14 0.089 25.89 0.026 7.5 0.013 3.77
15 0.093 26.28 0.026 7.24 0.013 3.7
16 0.091 26.82 0.031 9.07 0.013 3.75
17 0.088 26.11 0.027 7.99 0.013 3.81
18 0.089 26.02 0.029 8.43 0.013 3.77
19 0.092 26.03 0.025 7.14 0.013 3.61
20 0.093 26.97 0.027 7.9 0.013 3.63
21 0.088 25.39 0.025 7.31 0.013 3.69
22 0.087 25.24 0.036 10.42 0.013 3.73
23 0.094 26.81 0.034 9.59 0.013 3.75

Average 0.091 0.028 0.013
Total 625.84 191.36 89.6
30-Day Rlng 0.093 0.028
365-Day Rlng 56363

3/15/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 27.14 0.021 5.99 0.013 3.73
1 0.09 25.12 0.026 7.3 0.013 3.61
2 0.091 26.52 0.029 8.54 0.013 3.74
3 0.089 25.54 0.023 6.71 0.013 3.71
4 0.093 26.58 0.027 7.59 0.013 3.64
5 0.09 26.73 0.027 8 0.013 3.81
6 0.084 26.46 0.028 8.87 0.013 4.05
7 0.086 25.97 0.025 7.53 0.013 3.9
8 0.086 26.38 0.025 7.58 0.013 3.97
9 0.088 25.34 0.02 5.7 0.013 3.73

10 0.091 26.66 0.029 8.56 0.013 3.73
11 0.09 26.62 0.026 7.69 0.013 3.73
12 0.089 26.21 0.027 7.9 0.013 3.7
13 0.089 25.95 0.026 7.73 0.012 3.65
14 0.089 26.75 0.027 8.3 0.012 3.69
15 0.087 26.11 0.026 7.91 0.012 3.69



16 0.087 25.8 0.027 8.18 0.012 3.64
17 0.088 25.69 0.034 9.85 0.013 3.68
18 0.09 26.62 0.03 8.9 0.013 3.73
19 0.087 25.02 0.027 7.82 0.013 3.68
20 0.09 26.29 0.025 7.32 0.013 3.71
21 0.089 25.86 0.023 6.81 0.013 3.71
22 0.091 26.12 0.029 8.27 0.013 3.68
23 0.089 25.78 0.024 6.95 0.013 3.68

Average 0.089 0.026 0.013
Total 627.26 186 89.6
30-Day Rlng 0.093 0.028
365-Day Rlng 56333

3/16/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.57 0.029 8.32 0.013 3.69
1 0.087 25.75 0.029 8.66 0.013 3.71
2 0.087 25.7 0.028 8.33 0.013 3.73
3 0.089 26.61 0.027 8.1 0.013 3.75
4 0.089 26 0.028 8.03 0.013 3.69
5 0.088 26.26 0.029 8.55 0.013 3.79
6 0.085 26.17 0.025 7.63 0.013 3.95
7 0.088 26.51 0.023 7.05 0.013 3.83
8 0.089 25.51 0.022 6.39 0.013 3.7
9 0.093 26.42 0.026 7.42 0.013 3.64

10 0.09 25.55 0.027 7.6 0.013 3.6
11 0.093 26.27 0.025 7.12 0.013 3.65
12 0.092 26.55 0.033 9.5 0.013 3.68
13 0.092 25.99 0.021 5.8 0.013 3.63
14 0.092 26.25 0.027 7.52 0.013 3.65
15 0.092 26.79 0.028 8.23 0.013 3.68
16 0.089 25.69 0.026 7.52 0.013 3.66
17 0.09 26.18 0.032 9.2 0.013 3.67
18 0.089 26.04 0.034 9.8 0.013 3.67
19 0.091 26.65 0.029 8.44 0.013 3.67
20 0.086 25.37 0.018 5.25 0.013 3.73
21 0.089 26.56 0.032 9.39 0.013 3.78
22 0.089 25.95 0.028 8.18 0.013 3.69
23 0.092 26.21 0.021 5.88 0.013 3.73

Average 0.09 0.027 0.013
Total 626.55 187.91 89
30-Day Rlng 0.093 0.028
365-Day Rlng 56318

3/17/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.73 0.021 6.29 0.013 3.77
1 0.09 25.49 0.031 8.72 0.013 3.73
2 0.09 25.87 0.028 8.1 0.013 3.72



3 0.093 26.16 0.028 7.94 0.013 3.67
4 0.092 26.29 0.029 8.4 0.013 3.69
5 0.09 26.54 0.034 9.86 0.013 3.83
6 0.092 29.44 0.026 8.43 0.013 4.08
7 0.089 25.84 0.021 6.06 0.013 3.77
8 0.088 25.45 0.027 7.75 0.013 3.74
9 0.092 25.85 0.027 7.48 0.013 3.7

10 0.097 26.17 0.025 6.9 0.013 3.58
11 0.095 25.95 0.023 6.25 0.013 3.61
12 0.096 26.36 0.025 7.04 0.013 3.61
13 0.097 26.28 0.03 8.23 0.013 3.53
14 0.095 25.98 0.028 7.56 0.013 3.57
15 0.097 26.61 0.028 7.61 0.013 3.57
16 0.096 25.91 0.029 7.84 0.013 3.56
17 0.094 26.03 0.026 7.22 0.013 3.58
18 0.093 25.95 0.03 8.31 0.013 3.61
19 0.092 25.67 0.029 8.07 0.013 3.62
20 0.093 26.62 0.027 7.65 0.013 3.72
21 0.076 16 0.026 5.46 0.019 3.95
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.092 0.027 0.013
Total 567.19 167.17 81.2
30-Day Rlng 0.093 0.028
365-Day Rlng 56283

3/18/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down



20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.093 0.028
365-Day Rlng 56071

3/19/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Maint Maint Maint Maint Maint Maint
15 Inval 5.67 Inval 3.95 Inval 8.19
16 Inval 5.54 Inval 3.76 Inval 6.74
17 Inval 6.83 Inval 3.81 Inval 4.48
18 Inval 8.28 Inval 3.95 Inval 10.45
19 0.184 8.82 0.083 3.97 0.292 14.01
20 0.172 8.97 0.076 3.95 0.259 13.51
21 0.303 30.37 0.038 3.69 OOR OOR
22 0.101 18.12 0.02 3.69 0.05 8.99
23 0.106 26.4 0.029 7.42 0.014 3.42

Average 0.173 0.049 0.154
Total 119 38.19 69.8
30-Day Rlng 0.094 0.028
365-Day Rlng 55922

3/20/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.68 0.024 6.91 0.012 3.54
1 0.088 25.56 0.024 6.93 0.012 3.57
2 0.088 25.5 0.024 7.09 0.013 3.67
3 0.093 26.9 0.026 7.64 0.012 3.6
4 0.092 26.06 0.026 7.39 0.012 3.51
5 0.092 26.89 0.028 8.14 0.012 3.62
6 0.092 28.65 0.02 5.61 0.013 3.93



7 0.097 26.72 0.024 6.63 0.012 3.44
8 0.087 25.36 0.028 8.22 0.012 3.61
9 0.091 25.4 0.028 7.93 0.013 3.55

10 0.091 25.51 0.033 9.24 0.013 3.55
11 0.093 26.42 0.026 7.45 0.013 3.57
12 0.092 26.42 0.025 7.09 0.013 3.59
13 0.093 25.93 0.024 6.78 0.013 3.56
14 0.091 25.85 0.028 7.91 0.013 3.64
15 0.091 26.53 0.027 7.86 0.013 3.71
16 0.094 26.46 0.028 7.85 0.013 3.65
17 0.09 25.88 0.027 7.66 0.013 3.72
18 0.093 26.74 0.031 8.97 0.013 3.68
19 0.089 25 0.025 7.1 0.013 3.67
20 0.091 25.8 0.028 7.82 0.013 3.73
21 0.093 26.2 0.021 5.97 0.013 3.75
22 0.094 26.6 0.03 8.45 0.013 3.73
23 0.093 26.42 0.032 9.12 0.013 3.71

Average 0.092 0.027 0.013
Total 629.48 181.76 87.3
30-Day Rlng 0.094 0.028
365-Day Rlng 55917

3/21/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.01 0.025 6.92 0.013 3.69
1 0.092 25.5 0.028 7.8 0.013 3.66
2 0.092 25.94 0.028 7.93 0.013 3.79
3 0.093 26.44 0.027 7.54 0.013 3.8
4 0.09 25.7 0.027 7.74 0.013 3.76
5 0.093 26.95 0.021 6.12 0.013 3.83
6 0.091 28.43 0.03 9.54 0.013 4.08
7 0.09 25.5 0.025 7.02 0.013 3.76
8 0.093 26.76 0.028 7.99 0.013 3.78
9 0.092 26.15 0.026 7.49 0.013 3.73

10 0.091 25.4 0.025 7.02 0.013 3.69
11 0.09 25.83 0.03 8.72 0.013 3.78
12 0.093 27.62 0.028 8.16 0.013 3.89
13 0.086 24.47 0.023 6.44 0.013 3.77
14 0.089 26.5 0.026 7.75 0.013 3.9
15 0.089 26.39 0.026 7.61 0.013 3.87
16 0.088 25.82 0.026 7.58 0.013 3.8
17 0.091 26.82 0.025 7.23 0.013 3.85
18 0.091 26.25 0.025 7.24 0.013 3.82
19 0.086 24.88 0.022 6.37 0.013 3.78
20 0.095 27.42 0.037 10.59 0.013 3.8
21 0.087 25.69 0.02 6.02 0.013 3.85
22 0.089 25.75 0.027 7.86 0.013 3.81
23 0.091 26.22 0.02 5.84 0.013 3.76



Average 0.091 0.026 0.013
Total 628.44 180.52 91.3
30-Day Rlng 0.094 0.028
365-Day Rlng 55916

3/22/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.38 0.029 7.96 0.013 3.71
1 0.094 26.49 0.031 8.67 0.013 3.69
2 0.093 26.7 0.027 7.69 0.013 3.72
3 0.091 25.75 0.027 7.68 0.013 3.78
4 0.09 25.63 0.028 7.95 0.013 3.77
5 0.088 26.22 0.024 7.29 0.013 3.92
6 0.092 30.57 0.023 7.23 0.013 4.32
7 0.093 26.27 0.027 7.58 0.013 3.73
8 0.09 25.52 0.028 8.05 0.013 3.71
9 0.091 26.2 0.025 7.14 0.013 3.78

10 0.092 26.62 0.023 6.79 0.013 3.78
11 0.088 25.64 0.025 7.18 0.013 3.79
12 0.088 25.88 0.024 7.13 0.013 3.81
13 0.096 27.29 0.029 8.08 0.013 3.69
14 0.088 25.72 0.028 8.12 0.013 3.76
15 0.089 26.29 0.024 7.19 0.013 3.84
16 0.091 26.66 0.028 8.27 0.013 3.77
17 0.091 26.19 0.033 9.44 0.013 3.74
18 0.09 25.93 0.021 5.99 0.013 3.78
19 0.092 26.55 0.026 7.61 0.013 3.74
20 0.089 26.04 0.033 9.7 0.013 3.8
21 0.089 25.77 0.026 7.47 0.013 3.78
22 0.091 26.61 0.025 7.41 0.013 3.77
23 0.089 26.08 0.024 7.19 0.013 3.79

Average 0.091 0.027 0.013
Total 632 184.81 91
30-Day Rlng 0.094 0.028
365-Day Rlng 55919

3/23/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.64 0.029 8.37 0.013 3.78
1 0.087 25.06 0.022 6.28 0.013 3.74
2 0.091 26.3 0.029 8.36 0.013 3.77
3 0.089 25.27 0.022 6.42 0.013 3.73
4 0.091 26.48 0.029 8.34 0.013 3.76
5 0.088 26.48 0.026 7.61 0.013 3.89
6 0.088 27.44 0.026 7.95 0.013 4
7 0.083 24.89 0.018 5.42 0.013 3.88
8 0.088 26.16 0.03 8.86 0.013 3.87
9 0.09 27.23 0.023 7.02 0.013 3.85

10 0.083 24.79 0.024 6.99 0.013 3.84



11 0.089 26.32 0.022 6.59 0.013 3.84
12 0.088 25.73 0.019 5.53 0.013 3.82
13 0.091 27.26 0.026 7.96 0.013 3.8
14 0.086 25.82 0.031 9.28 0.013 3.83
15 0.087 26.16 0.023 7.03 0.013 3.82
16 0.091 26.46 0.027 7.96 0.013 3.76
17 0.089 26.52 0.03 8.82 0.013 3.88
18 0.087 26.12 0.024 7.22 0.013 3.86
19 0.092 27.5 0.023 6.95 0.013 3.82
20 0.089 25.92 0.024 7.01 0.013 3.83
21 0.088 25.69 0.031 9.05 0.013 3.84
22 0.092 26.91 0.028 8.04 0.013 3.84
23 0.088 25.76 0.022 6.56 0.013 3.88

Average 0.089 0.025 0.013
Total 628.91 179.62 91.9
30-Day Rlng 0.094 0.027
365-Day Rlng 55915

3/24/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.7 0.027 7.63 0.013 3.75
1 0.091 25.95 0.03 8.46 0.013 3.74
2 0.091 25.87 0.027 7.71 0.013 3.78
3 0.091 26.08 0.028 8.15 0.013 3.79
4 0.093 26.28 0.025 7.06 0.013 3.76
5 0.088 25.87 0.029 8.6 0.013 3.89
6 0.092 27.76 0.022 6.63 0.013 4.01
7 0.088 25.94 0.025 7.47 0.013 3.86
8 0.089 27.02 0.029 8.79 0.013 3.89
9 0.086 25.5 0.025 7.58 0.013 3.85

10 0.091 26.67 0.026 7.53 0.013 3.78
11 0.086 25.65 0.021 6.21 0.013 3.8
12 0.098 29.53 0.03 9.18 0.012 3.76
13 0.086 24.75 0.021 6.03 0.013 3.62
14 0.087 25.4 0.028 8.04 0.013 3.81
15 0.094 27.39 0.03 8.58 0.013 3.8
16 0.086 25.12 0.024 6.92 0.013 3.77
17 0.088 25.44 0.028 8.21 0.013 3.81
18 0.092 26.92 0.027 7.91 0.013 3.77
19 0.093 26.84 0.027 7.79 0.013 3.74
20 0.087 25.5 0.02 5.95 0.013 3.79
21 0.091 26.76 0.033 9.61 0.013 3.77
22 0.092 26.3 0.024 7.02 0.013 3.69
23 0.093 27.27 0.027 7.9 0.013 3.76

Average 0.09 0.026 0.013
Total 632.51 184.96 91
30-Day Rlng 0.094 0.027
365-Day Rlng 55898



3/25/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 24.66 0.022 6.32 0.013 3.71
1 0.086 24.61 0.027 7.67 0.013 3.7
2 0.091 26.27 0.027 7.66 0.013 3.73
3 0.092 26.79 0.027 7.99 0.013 3.74
4 0.091 26.39 0.027 7.92 0.013 3.73
5 0.088 26.66 0.027 8.11 0.013 3.86
6 0.085 26.34 0.024 7.41 0.013 3.97
7 0.087 25.59 0.025 7.44 0.013 3.81
8 0.089 26.23 0.027 7.86 0.013 3.79
9 0.087 25.15 0.026 7.48 0.013 3.76

10 0.085 24.25 0.029 8.17 0.013 3.65
11 0.092 26.09 0.025 7.04 0.013 3.69
12 0.094 26.42 0.027 7.55 0.013 3.73
13 0.092 25.65 0.026 7.35 0.013 3.7
14 0.09 25.8 0.029 8.23 0.013 3.73
15 0.091 25.54 0.022 6.1 0.013 3.7
16 0.091 25.98 0.026 7.41 0.013 3.63
17 0.09 26.25 0.026 7.67 0.013 3.73
18 0.091 25.99 0.031 9.04 0.013 3.73
19 0.089 24.12 0.023 6.21 0.013 3.6
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.089 0.026 0.013
Total 514.78 150.63 74.7
30-Day Rlng 0.094 0.027
365-Day Rlng 55852

3/26/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down



15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.027
365-Day Rlng 55714

3/27/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Inval 4.69 Inval 3.26 Inval 3.58
2 Inval 5.78 Inval 4.02 Inval 4.08
3 Inval 5.98 Inval 4 Inval 4.23
4 Inval 7.07 Inval 3.97 Inval 4.56
5 Inval 8.35 Inval 4.13 Inval 5.3
6 0.199 OOC 0.083 OOC 0.156 OOC
7 0.232 OOC 0.053 OOC 0.139 OOC
8 0.312 OOC 0.029 OOC OOR OOC
9 0.202 Cal 0.022 Cal 0.133 Cal

10 0.075 18.87 0.025 6.2 0.017 4.14
11 0.087 24.68 0.027 7.63 0.013 3.8
12 0.092 26.72 0.026 7.58 0.013 3.92
13 0.087 25.39 0.026 7.45 0.013 3.68
14 0.09 25.9 0.023 6.7 0.013 3.66
15 0.088 25 0.028 7.96 0.013 3.63
16 0.096 26.85 0.031 8.72 0.013 3.53
17 0.092 25.37 0.024 6.49 0.013 3.54
18 0.095 26.2 0.025 7.02 0.013 3.62
19 0.092 26.09 0.029 8.25 0.013 3.61
20 0.093 26.39 0.027 7.75 0.013 3.66
21 0.094 26.6 0.019 5.55 0.013 3.67
22 0.092 26.42 0.027 7.78 0.013 3.69
23 0.086 25.42 0.025 7.26 0.013 3.75

Average 0.122 0.031 0.036
Total 387.77 121.72 73.7
30-Day Rlng 0.095 0.027
365-Day Rlng 55836

3/28/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.36 0.027 7.69 0.013 3.75
1 0.093 26.54 0.027 7.66 0.013 3.69



2 0.091 26.3 0.029 8.51 0.013 3.73
3 0.09 26.22 0.027 7.93 0.013 3.74
4 0.09 26.16 0.026 7.67 0.013 3.73
5 0.085 24.53 0.025 7.25 0.013 3.81
6 0.084 25.01 0.022 6.61 0.013 3.94
7 0.093 26.63 0.025 7.35 0.013 3.77
8 0.089 25.45 0.023 6.57 0.013 3.73
9 0.091 26.23 0.028 8 0.013 3.72

10 0.091 25.73 0.027 7.79 0.013 3.65
11 0.09 25.7 0.024 6.71 0.013 3.63
12 0.093 26.45 0.027 7.61 0.013 3.64
13 0.091 25.67 0.029 8.21 0.013 3.59
14 0.089 25.35 0.024 6.81 0.013 3.61
15 0.094 26.41 0.027 7.45 0.013 3.58
16 0.095 26.45 0.028 7.79 0.013 3.54
17 0.092 26.12 0.032 8.99 0.013 3.59
18 0.089 25.33 0.024 6.76 0.013 3.62
19 0.093 25.42 0.025 6.83 0.013 3.59
20 0.096 26.96 0.029 8.18 0.013 3.64
21 0.09 25.14 0.026 7.17 0.013 3.67
22 0.094 26.53 0.026 7.39 0.013 3.7
23 0.091 26.02 0.022 6.32 0.013 3.77

Average 0.091 0.026 0.013
Total 622.71 179.25 88.4
30-Day Rlng 0.093 0.027
365-Day Rlng 56015

3/29/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.29 0.026 7.32 0.013 3.75
1 0.094 26.22 0.027 7.49 0.013 3.66
2 0.091 25.89 0.028 7.87 0.013 3.7
3 0.093 26.45 0.027 7.73 0.013 3.71
4 0.093 26.05 0.028 8 0.013 3.67
5 0.093 27.34 0.032 9.55 0.013 3.78
6 0.084 24.88 0.021 6.13 0.013 3.87
7 0.092 26.19 0.024 6.86 0.013 3.74
8 0.091 25.45 0.026 7.38 0.013 3.71
9 0.093 26 0.031 8.65 0.013 3.67

10 0.095 26.25 0.027 7.52 0.013 3.62
11 0.093 25.96 0.028 7.7 0.013 3.64
12 0.096 26.67 0.025 6.78 0.013 3.62
13 0.093 26.04 0.033 9.11 0.013 3.59
14 0.095 26.22 0.027 7.43 0.013 3.6
15 0.094 25.81 0.028 7.67 0.013 3.59
16 0.093 25.98 0.027 7.48 0.013 3.59
17 0.093 26.09 0.024 6.83 0.013 3.61
18 0.094 26.68 0.029 8.4 0.013 3.67



19 0.09 25.94 0.022 6.28 0.013 3.7
20 0.088 26.12 0.025 7.37 0.013 3.8
21 0.088 26.29 0.025 7.3 0.013 3.8
22 0.09 25.97 0.022 6.36 0.013 3.71
23 0.091 26.35 0.027 7.96 0.013 3.74

Average 0.092 0.027 0.013
Total 627.13 181.17 88.5
30-Day Rlng 0.093 0.027
365-Day Rlng 56167

3/30/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.82 0.029 8.53 0.013 3.74
1 0.091 26.59 0.026 7.7 0.013 3.76
2 0.087 25.4 0.023 6.72 0.013 3.82
3 0.089 26.44 0.027 8.07 0.013 3.85
4 0.089 26.24 0.028 8.09 0.013 3.82
5 0.091 27.99 0.027 8.19 0.013 3.91
6 0.082 23.6 0.025 7.32 0.014 3.92
7 0.104 24.69 0.025 6.09 0.016 3.72
8 0.091 25.56 0.026 7.27 0.013 3.75
9 0.094 26.13 0.026 7.22 0.013 3.72

10 0.095 26.51 0.027 7.49 0.013 3.68
11 0.093 25.72 0.026 7.2 0.013 3.69
12 0.097 27.49 0.025 7 0.013 3.69
13 0.091 25.6 0.028 7.68 0.013 3.64
14 0.09 25.4 0.03 8.52 0.013 3.67
15 0.093 26.35 0.026 7.52 0.013 3.68
16 0.091 25.4 0.025 6.97 0.013 3.66
17 0.092 25.8 0.027 7.66 0.013 3.69
18 0.095 26.54 0.029 8.14 0.013 3.67
19 0.093 25.87 0.028 7.68 0.013 3.66
20 0.093 26.1 0.026 7.16 0.013 3.7
21 0.095 26.98 0.031 8.87 0.013 3.71
22 0.089 25.25 0.026 7.47 0.013 3.7
23 0.092 26.27 0.033 9.27 0.013 3.74

Average 0.092 0.027 0.013
Total 623.74 183.83 89.6
30-Day Rlng 0.093 0.027
365-Day Rlng 56350

3/31/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.12 0.027 7.67 0.013 3.74
1 0.092 25.87 0.026 7.27 0.013 3.67
2 0.094 26.38 0.025 7.02 0.013 3.74
3 0.094 26.95 0.029 8.28 0.013 3.76
4 0.091 25.63 0.026 7.36 0.013 3.74
5 0.093 26.75 0.026 7.47 0.013 3.81



6 0.087 26.98 0.023 7.12 Cal Cal
7 0.095 25.85 0.023 6.19 0.013 3.61
8 0.097 26 0.028 7.6 0.013 3.6
9 0.097 26.27 0.027 7.44 0.013 3.61

10 0.097 26.22 0.024 6.68 0.013 3.59
11 0.096 26.19 0.035 9.47 0.013 3.61
12 0.094 25.24 0.028 7.59 0.013 3.61
13 0.099 26.64 0.03 8.18 0.013 3.59
14 0.099 26.93 0.031 8.34 0.013 3.61
15 0.093 25.77 0.025 6.85 0.013 3.6
16 0.094 24.99 0.025 6.62 0.013 3.56
17 0.094 26.08 0.029 7.98 0.013 3.6
18 0.096 26.17 0.027 7.53 0.013 3.62
19 0.095 26.87 0.026 7.18 0.013 3.66
20 0.093 25.98 0.019 5.38 0.013 3.68
21 0.09 25.9 0.026 7.55 0.013 3.83
22 0.092 26.56 0.029 8.43 0.013 3.75
23 0.093 26.16 0.028 7.85 0.013 3.74

Average 0.094 0.027 0.013
Total 628.5 179.05 84.3
30-Day Rlng 0.092 0.027
365-Day Rlng 56437

4/1/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.04 0.029 8.04 0.013 3.66
1 0.092 25.04 0.024 6.51 0.013 3.61
2 0.096 26.72 0.03 8.45 0.013 3.71
3 0.094 25.95 0.029 7.92 0.013 3.67
4 0.092 25.52 0.026 7.19 0.013 3.66
5 0.093 26.8 0.024 6.9 0.013 3.86
6 0.085 24.83 0.022 6.45 0.014 3.96
7 0.093 26.48 0.026 7.22 0.013 3.81
8 0.09 25.94 0.027 7.71 0.013 3.8
9 0.09 25.81 0.024 6.8 0.013 3.78

10 0.092 26.33 0.021 5.85 0.013 3.71
11 0.091 26.07 0.026 7.48 0.013 3.72
12 0.094 26.67 0.025 7.11 0.013 3.7
13 0.091 25.25 0.021 5.77 0.013 3.69
14 0.093 25.91 0.026 7.22 0.013 3.7
15 0.091 26.31 0.024 6.88 0.013 3.71
16 0.097 26.59 0.032 8.88 0.013 3.64
17 0.093 26.6 0.028 7.9 0.013 3.72
18 0.088 25.9 0.026 7.65 0.013 3.77
19 0.089 25.86 0.03 8.71 0.013 3.75
20 0.089 26.29 0.023 6.92 0.013 3.83
21 0.087 25.83 0.022 6.49 0.013 3.88
22 0.091 26.27 0.026 7.63 0.013 3.77



23 0.089 26.16 0.027 7.94 0.013 3.81
Average 0.091 0.026 0.013
Total 625.17 175.62 89.9
30-Day Rlng 0.092 0.027
365-Day Rlng 56426

4/2/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.5 0.026 7.4 0.013 3.76
1 0.088 25.16 0.028 7.98 0.013 3.67
2 0.094 26.85 0.028 8.06 0.013 3.67
3 0.093 26.03 0.028 7.91 0.013 3.65
4 0.091 26.16 0.027 7.7 0.013 3.66
5 0.087 24.88 0.028 8.05 0.013 3.79
6 0.081 24.32 0.018 5.28 0.013 3.93
7 0.089 25.65 0.022 6.32 0.013 3.77
8 0.089 26.2 0.028 8.2 0.013 3.8
9 0.091 26.45 0.027 7.85 0.013 3.76

10 0.09 25.22 0.021 5.7 0.013 3.68
11 0.095 26.83 0.029 8.19 0.013 3.7
12 0.093 26.16 0.031 8.62 0.013 3.64
13 0.091 25.42 0.029 8.17 0.013 3.58
14 0.093 26.12 0.027 7.66 0.013 3.63
15 0.094 26.13 0.029 8.11 0.013 3.6
16 0.097 26.55 0.025 6.72 0.013 3.57
17 0.092 25.65 0.029 8 0.013 3.63
18 0.096 26.3 0.028 7.71 0.013 3.68
19 0.094 25.31 0.028 7.53 0.013 3.62
20 0.093 25.67 0.027 7.37 0.013 3.69
21 0.096 27.05 0.029 8.03 0.013 3.71
22 0.092 25.42 0.026 7.22 0.013 3.66
23 0.094 26.45 0.029 8.23 0.013 3.73

Average 0.092 0.027 0.013
Total 622.48 182.01 88.6
30-Day Rlng 0.092 0.027
365-Day Rlng 56424

4/3/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.86 0.031 8.83 0.013 3.74
1 0.094 26.21 0.023 6.48 0.013 3.71
2 0.092 25.67 0.024 6.76 0.013 3.78
3 0.095 27.08 0.028 8.05 0.013 3.79
4 0.091 25.64 0.028 8.06 0.013 3.73
5 0.092 26.35 0.024 6.91 0.013 3.84
6 0.088 25.88 0.025 7.35 0.013 3.96
7 0.091 25.69 0.031 8.66 0.014 3.83
8 0.093 26.1 0.02 5.76 0.014 3.83
9 0.092 25.87 0.027 7.67 0.013 3.78



10 0.095 26.41 0.03 8.22 0.013 3.68
11 0.094 26.25 0.028 7.84 0.013 3.67
12 0.095 26.19 0.029 7.98 0.013 3.65
13 0.096 26.6 0.02 5.45 0.013 3.61
14 0.093 25.89 0.026 7.35 0.013 3.65
15 0.095 26.37 0.03 8.3 0.013 3.64
16 0.092 25.63 0.024 6.68 0.013 3.6
17 0.094 26.14 0.029 8.1 0.013 3.66
18 0.092 25.37 0.027 7.55 0.013 3.69
19 0.098 27.16 0.03 8.42 0.013 3.68
20 0.089 25.15 0.027 7.45 0.013 3.72
21 0.091 25.74 0.029 8.14 0.013 3.72
22 0.094 26.27 0.026 7.31 0.013 3.67
23 0.092 25.39 0.025 6.98 0.013 3.71

Average 0.093 0.027 0.013
Total 624.91 180.3 89.3
30-Day Rlng 0.092 0.027
365-Day Rlng 56426

4/4/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.62 0.029 8.16 0.013 3.72
1 0.093 25.49 0.024 6.5 0.013 3.67
2 0.091 25.53 0.03 8.51 0.013 3.73
3 0.095 26.6 0.03 8.55 0.013 3.74
4 0.093 25.91 0.029 8.07 0.013 3.7
5 0.092 26.31 0.026 7.52 0.013 3.82
6 0.09 26.48 0.027 7.99 0.013 3.95
7 0.091 26.37 0.026 7.63 0.013 3.84
8 0.088 25.22 0.024 6.88 0.013 3.84
9 0.094 27.15 0.027 7.7 0.013 3.81

10 0.091 25.66 0.027 7.57 0.013 3.7
11 0.092 25.77 0.029 8.11 0.013 3.69
12 0.093 25.84 0.026 7.15 0.013 3.68
13 0.095 26.32 0.026 7.21 0.013 3.63
14 0.094 26.3 0.027 7.61 0.013 3.66
15 0.094 26.34 0.028 7.73 0.013 3.67
16 0.094 25.92 0.027 7.37 0.013 3.62
17 0.093 25.87 0.027 7.54 0.013 3.66
18 0.094 26.43 0.027 7.66 0.013 3.71
19 0.094 26.45 0.03 8.38 0.013 3.68
20 0.092 26.11 0.027 7.62 0.013 3.73
21 0.091 25.65 0.024 6.89 0.013 3.73
22 0.093 26.41 0.031 8.7 0.013 3.7
23 0.092 26.26 0.025 7.27 0.013 3.73

Average 0.093 0.027 0.013
Total 627.01 184.32 89.4
30-Day Rlng 0.092 0.027



365-Day Rlng 56427
4/5/2021

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.092 26.29 0.027 7.62 0.013 3.74
1 0.093 25.62 0.028 7.68 0.013 3.66
2 0.092 26 0.028 7.96 0.013 3.71
3 0.091 25.78 0.028 7.93 0.013 3.73
4 0.092 25.95 0.031 8.63 0.013 3.69
5 0.096 27.82 0.027 7.71 0.013 3.78
6 0.089 26.69 0.023 6.77 0.013 3.92
7 0.087 24.98 0.025 7.18 0.013 3.77
8 0.09 25.9 0.025 7.33 0.013 3.8
9 0.092 26.41 0.031 8.89 0.013 3.74

10 0.094 26.05 0.026 7.34 0.013 3.65
11 0.091 25.77 0.026 7.22 0.013 3.67
12 0.092 25.81 0.027 7.46 0.013 3.67
13 0.092 25.38 0.026 7.12 0.013 3.62
14 0.096 27.37 0.027 7.64 0.013 3.69
15 0.092 25.94 0.026 7.35 0.013 3.7
16 0.093 25.98 0.028 7.64 0.013 3.64
17 0.092 25.82 0.026 7.22 0.013 3.69
18 0.091 25.89 0.033 9.47 0.013 3.69
19 0.092 25.34 0.023 6.35 0.013 3.63
20 0.094 26.22 0.027 7.47 0.013 3.65
21 0.094 26.17 0.028 7.88 0.013 3.67
22 0.094 26.51 0.028 8.01 0.013 3.7
23 0.085 24.34 0.026 7.51 0.013 3.74

Average 0.092 0.027 0.013
Total 624.03 183.38 89
30-Day Rlng 0.092 0.027
365-Day Rlng 56433

4/6/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.74 0.029 8.32 0.013 3.74
1 0.094 26.66 0.026 7.45 0.013 3.69
2 0.092 25.36 0.028 7.79 0.013 3.68
3 0.094 26.38 0.027 7.44 0.013 3.71
4 0.093 25.99 0.027 7.37 0.013 3.68
5 0.092 26.3 0.028 7.99 0.013 3.82
6 0.093 27.36 0.03 8.8 0.013 3.94
7 0.091 25.45 0.026 7.33 0.013 3.78
8 0.095 26.91 0.028 7.98 0.013 3.82
9 0.093 25.73 0.027 7.57 0.013 3.71

10 0.096 26.28 0.028 7.74 0.013 3.67
11 0.096 26.92 0.027 7.43 0.013 3.72
12 0.093 26.52 0.029 8.19 0.013 3.71
13 0.089 25.37 0.025 7.14 0.013 3.69



14 0.089 25.63 0.026 7.34 0.013 3.75
15 0.094 26.69 0.025 7.05 0.013 3.73
16 0.094 25.96 0.031 8.44 0.013 3.63
17 0.093 26.09 0.027 7.6 0.013 3.66
18 0.095 26.62 0.028 7.99 0.013 3.67
19 0.09 24.83 0.028 7.82 0.013 3.69
20 0.091 25.83 0.028 8.07 0.013 3.75
21 0.091 25.62 0.026 7.38 0.013 3.75
22 0.089 25.24 0.025 7.15 0.013 3.7
23 0.09 25.76 0.028 7.9 0.013 3.73

Average 0.093 0.027 0.013
Total 626.24 185.28 89.4
30-Day Rlng 0.093 0.027
365-Day Rlng 56437

4/7/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.85 0.028 7.86 0.013 3.75
1 0.091 25.39 0.025 7.08 0.013 3.68
2 0.092 25.24 0.028 7.75 0.013 3.7
3 0.094 25.89 0.027 7.47 0.013 3.69
4 0.094 26.24 0.027 7.39 0.013 3.69
5 0.093 26.83 0.026 7.52 0.013 3.83
6 0.091 26.76 0.03 8.67 0.013 3.91
7 0.092 26.45 0.029 8.25 0.013 3.79
8 0.091 26.26 0.025 7.18 0.013 3.81
9 0.093 26.12 0.026 7.39 0.013 3.74

10 0.091 25.48 0.029 8.07 0.013 3.69
11 0.094 26.29 0.024 6.69 0.013 3.72
12 0.093 25.97 0.03 8.42 0.013 3.7
13 0.094 26.25 0.028 7.91 0.013 3.65
14 0.092 26.03 0.026 7.31 0.013 3.68
15 0.095 26.83 0.026 7.31 0.013 3.69
16 0.094 25.93 0.028 7.66 0.013 3.65
17 0.095 26.57 0.03 8.45 0.013 3.67
18 0.091 26 0.026 7.53 0.013 3.7
19 0.093 25.91 0.025 7.12 0.013 3.68
20 0.092 26.13 0.025 7.17 0.013 3.72
21 0.092 26.16 0.027 7.73 0.013 3.75
22 0.094 26.62 0.029 8.35 0.013 3.71
23 0.088 25.35 0.025 7.29 0.013 3.76

Average 0.093 0.027 0.013
Total 627.55 183.57 89.4
30-Day Rlng 0.093 0.027
365-Day Rlng 56460

4/8/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.21 0.027 7.81 0.013 3.75



1 0.09 25.23 0.028 7.9 0.013 3.7
2 0.093 26.29 0.027 7.76 0.013 3.74
3 0.091 25.82 0.029 8.38 0.013 3.74
4 0.093 26.07 0.026 7.31 0.013 3.7
5 0.092 26.65 0.028 7.93 0.013 3.79
6 0.069 22.52 Cal Cal 0.013 4.32
7 0.091 26.03 0.02 5.77 0.013 3.79
8 0.092 26.02 0.03 8.52 0.013 3.79
9 0.093 26.23 0.027 7.5 0.013 3.75

10 0.092 25.57 0.028 7.8 0.013 3.68
11 0.093 26.73 0.031 8.81 0.013 3.69
12 0.095 26.79 0.025 7.15 0.013 3.69
13 0.091 25.64 0.024 6.87 0.013 3.66
14 0.093 26.58 0.027 7.6 0.013 3.7
15 0.09 26.46 0.025 7.34 0.013 3.74
16 0.094 26.51 0.027 7.56 0.013 3.69
17 0.091 26.12 0.03 8.7 0.013 3.69
18 0.092 26.57 0.027 7.96 0.013 3.69
19 0.091 25.35 0.024 6.64 0.013 3.65
20 0.094 26.21 0.034 9.5 0.013 3.66
21 0.093 25.82 0.027 7.5 0.013 3.66
22 0.095 25.98 0.022 6.1 0.013 3.64
23 0.096 27.22 0.032 9.03 0.013 3.7

Average 0.092 0.027 0.013
Total 624.62 177.44 89.6
30-Day Rlng 0.093 0.027
365-Day Rlng 56456

4/9/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 25.95 0.029 8.22 0.013 3.69
1 0.096 25.7 0.023 6.25 0.013 3.58
2 0.097 26.26 0.027 7.28 0.013 3.64
3 0.095 26.58 0.033 9.19 0.013 3.66
4 0.093 25.57 0.025 6.85 0.013 3.62
5 0.096 26.86 0.023 6.32 0.013 3.7
6 0.085 23.99 0.023 6.55 0.013 3.8
7 0.095 26.65 0.027 7.51 0.013 3.73
8 0.093 26.2 0.027 7.78 0.013 3.74
9 0.095 26.1 0.023 6.44 0.013 3.64

10 0.096 26.44 0.027 7.32 0.013 3.6
11 0.096 26.06 0.031 8.28 0.013 3.59
12 0.098 25.94 0.026 6.83 0.014 3.58
13 0.097 26.07 0.028 7.48 0.013 3.6
14 0.096 26.5 0.028 7.87 0.013 3.65
15 0.095 26.29 0.026 7.26 0.013 3.64
16 0.095 25.69 0.03 8.12 0.013 3.6
17 0.096 26.18 0.029 7.89 0.013 3.62



18 0.095 26.67 0.027 7.55 0.013 3.67
19 0.094 26.06 0.029 8.18 0.013 3.64
20 0.091 25.52 0.025 7.18 0.013 3.69
21 0.092 26.15 0.023 6.62 0.013 3.76
22 0.093 26.56 0.024 6.87 0.013 3.74
23 0.089 25.31 0.025 7.14 0.013 3.74

Average 0.094 0.027 0.013
Total 625.3 176.98 87.9
30-Day Rlng 0.093 0.027
365-Day Rlng 56436

4/10/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.78 0.031 8.88 0.013 3.74
1 0.094 25.99 0.025 6.9 0.013 3.71
2 0.092 26.37 0.028 8.11 0.013 3.78
3 0.092 26.64 0.026 7.65 0.013 3.82
4 0.089 25.91 0.028 8.23 0.013 3.82
5 0.09 26.34 0.024 6.99 0.013 3.87
6 0.084 25.68 0.025 7.55 0.013 4.02
7 0.087 25.35 0.024 6.94 0.013 3.88
8 0.091 25.95 0.026 7.49 0.013 3.83
9 0.094 26.27 0.027 7.51 0.013 3.77

10 0.096 26.53 0.029 8.07 0.013 3.73
11 0.094 26.78 0.025 6.99 0.013 3.74
12 0.129 19.55 0.03 4.5 0.038 4.98
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.094 0.027 0.015
Total 334.14 95.81 50.7
30-Day Rlng 0.093 0.027
365-Day Rlng 56326

4/11/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down



5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.093 0.027
365-Day Rlng 56139

4/12/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Maint Maint Maint Maint Maint Maint
3 Maint Maint Maint Maint Maint Maint
4 Inval 5.74 Inval 4 Inval 8.12
5 Inval 5.83 Inval 4.06 Inval 9.8
6 Inval OOC Inval OOC Inval OOC
7 Inval OOC Inval OOC Inval OOC
8 Inval OOC Inval OOC Inval OOC
9 0.167 OOC 0.083 OOC 0.348 OOC

10 0.186 OOC 0.062 OOC 0.373 OOC
11 0.368 32.79 0.045 3.55 Cal Cal
12 0.415 47.83 0.028 3.29 OOR OOR
13 0.151 25.31 0.021 3.5 0.045 7.36
14 0.098 24.08 0.025 6.12 0.014 3.44
15 0.09 26.19 0.024 7.07 0.012 3.63
16 0.087 25.38 0.025 7.22 0.012 3.65
17 0.087 25.37 0.028 8.04 0.013 3.73
18 0.091 26.36 0.03 8.7 0.013 3.74
19 0.09 26.04 0.027 7.72 0.013 3.74
20 0.091 26.54 0.026 7.51 0.013 3.76
21 0.091 26.31 0.02 5.64 0.013 3.75



22 0.089 25.45 0.024 6.83 0.013 3.69
23 0.093 26.64 0.029 8.22 0.013 3.72

Average 0.146 0.033 0.069
Total 375.86 91.47 62.1
30-Day Rlng 0.094 0.027
365-Day Rlng 56029

4/13/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.42 0.029 8.17 0.013 3.73
1 0.092 26.17 0.021 6.08 0.013 3.7
2 0.094 26.62 0.028 7.8 0.013 3.73
3 0.091 26.28 0.024 6.97 0.013 3.75
4 0.09 26 0.024 6.92 0.013 3.74
5 0.091 26.62 0.018 5.35 0.013 3.83
6 0.071 22.22 0.022 7.06 0.013 4.03
7 0.097 26.1 0.023 6.26 0.013 3.59
8 0.091 24.86 0.024 6.66 0.013 3.66
9 0.093 26.26 0.032 9.01 0.013 3.69

10 0.094 25.93 0.024 6.8 0.013 3.66
11 0.09 25.39 0.032 9.13 0.013 3.69
12 0.092 25.77 0.025 6.89 0.013 3.69
13 0.088 24.31 0.025 6.92 0.013 3.64
14 0.095 26.77 0.029 8.12 0.013 3.7
15 0.092 26.09 0.027 7.73 0.013 3.69
16 0.093 26.09 0.03 8.42 0.013 3.66
17 0.091 25.87 0.029 8.2 0.013 3.71
18 0.093 26.05 0.027 7.6 0.013 3.72
19 0.093 26.17 0.028 7.97 0.013 3.72
20 0.093 26.34 0.028 7.9 0.013 3.74
21 0.093 26.32 0.026 7.44 0.013 3.75
22 0.094 26.65 0.027 7.71 0.013 3.74
23 0.093 26.41 0.026 7.4 0.013 3.75

Average 0.091 0.026 0.013
Total 620.71 178.51 89.3
30-Day Rlng 0.094 0.027
365-Day Rlng 56028

4/14/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.27 0.028 7.92 0.013 3.72
1 0.096 26.6 0.027 7.45 0.013 3.69
2 0.093 26.65 0.028 8.12 0.013 3.78
3 0.09 25.6 0.022 6.33 0.013 3.79
4 0.093 26.44 0.027 7.57 0.013 3.76
5 0.095 27.71 0.027 7.82 0.013 3.9
6 0.069 20 0.022 6.44 0.014 4.08
7 0.091 25.86 0.025 7.21 0.013 3.79
8 0.091 25.66 0.027 7.5 0.013 3.77



9 0.092 26.16 0.024 6.96 0.013 3.78
10 0.09 25.37 0.028 7.79 0.013 3.71
11 0.092 26.27 0.026 7.35 0.013 3.76
12 0.091 25.64 0.024 6.81 0.013 3.75
13 0.09 25.41 0.027 7.54 0.013 3.72
14 0.091 26.15 0.03 8.45 0.013 3.75
15 0.095 27.03 0.029 8.41 0.013 3.75
16 0.093 26.03 0.026 7.28 0.013 3.71
17 0.09 25.61 0.029 8.26 0.013 3.73
18 0.092 25.77 0.025 7.03 0.013 3.71
19 0.095 26.77 0.026 7.41 0.013 3.69
20 0.093 26.84 0.024 6.96 0.013 3.74
21 0.09 25.32 0.024 6.65 0.013 3.72
22 0.09 25.52 0.028 7.91 0.013 3.7
23 0.093 26.23 0.027 7.53 0.013 3.73

Average 0.091 0.026 0.013
Total 619.91 178.7 90.2
30-Day Rlng 0.094 0.027
365-Day Rlng 56020

4/15/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.41 0.028 8.01 0.013 3.73
1 0.091 25.27 0.027 7.59 0.013 3.69
2 0.093 26.05 0.027 7.78 0.013 3.73
3 0.094 26.37 0.03 8.47 0.013 3.75
4 0.095 26.68 0.029 8.07 0.013 3.72
5 0.09 26.1 0.025 7.19 0.013 3.86
6 0.081 24.24 0.026 7.76 0.013 4.09
7 0.093 26.69 0.025 7.14 0.013 3.76
8 0.089 25.28 0.022 6.32 0.013 3.75
9 0.093 26.01 0.03 8.33 0.013 3.7

10 0.094 26 0.03 8.14 0.013 3.65
11 0.095 26.43 0.028 7.75 0.013 3.65
12 0.094 25.83 0.027 7.42 0.013 3.64
13 0.095 26.1 0.029 7.86 0.013 3.59
14 0.097 26.9 0.029 8.04 0.013 3.64
15 0.093 25.56 0.024 6.52 0.013 3.65
16 0.096 26.09 0.026 7.18 0.013 3.59
17 0.097 26.42 0.032 8.73 0.013 3.61
18 0.095 26.16 0.025 6.94 0.013 3.63
19 0.094 25.79 0.029 7.84 0.013 3.64
20 0.092 25.97 0.026 7.37 0.013 3.73
21 0.093 26.42 0.028 7.91 0.013 3.75
22 0.094 25.8 0.028 7.68 0.013 3.67
23 0.093 25.97 0.026 7.31 0.013 3.72

Average 0.093 0.027 0.013
Total 624.54 183.35 88.9



30-Day Rlng 0.094 0.027
365-Day Rlng 55985

4/16/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 25.89 0.028 7.56 0.013 3.68
1 0.093 25.83 0.027 7.59 0.013 3.66
2 0.095 26.56 0.027 7.59 0.013 3.69
3 0.094 25.95 0.028 7.66 0.013 3.63
4 0.096 26.1 0.028 7.81 0.013 3.59
5 0.096 27.36 0.033 9.28 0.013 3.75
6 0.093 28.37 0.028 8.55 0.013 4.01
7 0.086 24.31 0.025 7.06 0.013 3.7
8 0.094 26.98 0.027 7.83 0.013 3.73
9 0.091 26.17 0.027 7.9 0.013 3.7

10 0.088 24.67 0.024 6.69 0.013 3.63
11 0.092 25.6 0.023 6.42 0.013 3.66
12 0.096 26.85 0.031 8.58 0.013 3.65
13 0.096 26.19 0.031 8.42 0.013 3.55
14 0.092 26 0.025 6.91 0.013 3.6
15 0.092 25.83 0.031 8.66 0.013 3.61
16 0.094 25.45 0.028 7.63 0.013 3.54
17 0.095 26.13 0.027 7.55 0.013 3.61
18 0.094 25.84 0.026 7.16 0.013 3.62
19 0.096 26.22 0.028 7.8 0.013 3.59
20 0.094 25.16 0.025 6.68 0.014 3.65
21 0.45 19.08 0.062 2.46 Inval Inval
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.11 0.029 0.013
Total 566.54 163.79 76.9
30-Day Rlng 0.095 0.027
365-Day Rlng 55963

4/17/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down



13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Maint Maint Maint Maint Maint Maint
19 Inval 5.45 Inval 3.79 Inval 7.12
20 Inval 5.71 OOC OOC Inval 9.7
21 Inval 5.7 Inval 3.89 Inval 10.51
22 Inval 6.76 Inval 3.78 Inval 13.88
23 Inval 10.03 Inval 4 Inval 10.41

Average Inval Inval Inval
Total 33.65 15.46 51.6
30-Day Rlng 0.095 0.027
365-Day Rlng 55784

4/18/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.231 12.68 0.067 3.77 0.152 8.14
1 0.271 27.07 0.032 3.1 OOR OOR
2 0.145 24.42 0.021 3.49 0.059 9.72
3 0.114 25.62 0.018 3.98 0.016 3.49
4 0.105 26.88 0.033 8.38 0.014 3.53
5 0.102 31.67 0.024 7.52 0.012 3.82
6 0.082 24.7 0.02 5.9 0.013 3.84
7 0.092 26.42 0.025 7.03 0.013 3.65
8 0.093 26.68 0.029 8.33 0.013 3.65
9 0.091 25.97 0.028 7.9 0.013 3.61

10 0.093 25.83 0.027 7.51 0.013 3.53
11 0.093 25.71 0.024 6.6 0.013 3.58
12 0.095 26.01 0.032 8.65 0.013 3.54
13 0.097 26.36 0.028 7.56 0.013 3.48
14 0.093 25.56 0.028 7.63 0.013 3.53
15 0.096 26.14 0.029 8.02 0.013 3.54
16 0.1 26.66 0.029 7.89 0.013 3.48
17 0.091 24.89 0.03 8.34 0.013 3.54
18 0.098 27.21 0.026 7.13 0.013 3.56
19 0.093 24.94 0.028 7.44 0.013 3.49
20 0.096 26.17 0.029 7.9 0.013 3.56
21 0.097 26.46 0.029 7.98 0.013 3.59
22 0.094 25.47 0.026 6.99 0.013 3.55
23 0.094 25.94 0.025 6.86 0.013 3.59

Average 0.111 0.029 0.021
Total 615.46 165.9 93
30-Day Rlng 0.096 0.027
365-Day Rlng 55758

4/19/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.096 26.11 0.033 9.04 0.013 3.56
1 0.099 26.46 0.026 7.03 0.013 3.52
2 0.095 26.23 0.03 8.16 0.013 3.6
3 0.096 26.37 0.028 7.64 0.013 3.6
4 0.098 26.43 0.031 8.42 0.013 3.54
5 0.094 27.02 0.032 9.15 0.013 3.8
6 0.088 25.59 0.02 5.73 0.013 3.83
7 0.092 25.79 0.029 7.98 0.013 3.64
8 0.092 25.94 0.026 7.4 0.013 3.65
9 0.095 26.25 0.028 7.66 0.013 3.6

10 0.096 25.78 0.028 7.42 0.013 3.53
11 0.095 26.22 0.028 7.75 0.013 3.57
12 0.096 26.33 0.028 7.68 0.013 3.55
13 0.098 26.81 0.03 8.09 0.013 3.48
14 0.093 25.62 0.028 7.65 0.013 3.53
15 0.098 26.84 0.025 6.95 0.013 3.52
16 0.094 25.15 0.029 7.63 0.013 3.46
17 0.098 27.05 0.03 8.16 0.013 3.51
18 0.095 25.29 0.027 7.23 0.013 3.49
19 0.1 26.54 0.031 8.15 0.013 3.46
20 0.094 25.77 0.027 7.38 0.013 3.62
21 0.095 26.16 0.021 5.93 0.013 3.62
22 0.095 26.01 0.022 6.12 0.013 3.56
23 0.096 26.27 0.028 7.62 0.013 3.57

Average 0.095 0.028 0.013
Total 628.03 181.97 85.8
30-Day Rlng 0.096 0.027
365-Day Rlng 55742

4/20/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.92 0.028 7.76 0.013 3.58
1 0.098 26.52 0.031 8.47 0.013 3.5
2 0.095 26.05 0.029 8.07 0.013 3.59
3 0.096 26.48 0.029 8.05 0.013 3.62
4 0.098 26.57 0.027 7.44 0.013 3.53
5 0.095 27.98 0.029 8.59 0.013 3.8
6 0.08 23.01 0.028 8.03 0.013 3.88
7 0.094 25.99 0.027 7.39 0.013 3.67
8 0.095 26.31 0.031 8.5 0.013 3.64
9 0.096 26.45 0.027 7.45 0.013 3.58

10 0.097 25.65 0.024 6.43 0.013 3.5
11 0.099 26.58 0.031 8.22 0.013 3.53
12 0.095 25.78 0.029 7.89 0.013 3.54
13 0.097 26.44 0.03 8.16 0.013 3.5
14 0.093 25.8 0.028 7.79 0.013 3.55
15 0.094 26.04 0.027 7.34 0.013 3.54
16 0.095 26.05 0.03 8.19 0.013 3.49



17 0.096 26.68 0.028 7.86 0.013 3.54
18 0.092 25.54 0.023 6.41 0.013 3.57
19 0.094 26.32 0.028 7.82 0.013 3.61
20 0.093 26.29 0.026 7.36 0.013 3.65
21 0.094 26.51 0.029 8.16 0.013 3.62
22 0.094 26.22 0.029 8.14 0.013 3.58
23 0.094 26.61 0.027 7.71 0.013 3.6

Average 0.095 0.028 0.013
Total 627.79 187.23 86.2
30-Day Rlng 0.095 0.027
365-Day Rlng 55727

4/21/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.23 0.027 7.5 0.013 3.61
1 0.094 26.21 0.029 8.17 0.013 3.55
2 0.093 26.36 0.026 7.23 0.013 3.61
3 0.093 25.85 0.027 7.41 0.013 3.59
4 0.096 27.04 0.029 8.21 0.013 3.65
5 0.094 24.59 0.041 10.61 0.018 4.68
6 0.092 24.33 0.016 4.28 0.014 3.69
7 0.092 24.92 0.021 5.77 0.014 3.7
8 0.098 26.51 0.025 6.87 0.014 3.67
9 0.094 26.18 0.028 7.82 0.013 3.65

10 0.095 26.08 0.028 7.79 0.013 3.6
11 0.093 25.83 0.026 7.13 0.013 3.61
12 0.095 26.71 0.027 7.67 0.013 3.62
13 0.088 24.21 0.019 5.19 0.013 3.58
14 0.093 26.1 0.024 6.66 0.013 3.6
15 0.098 27.21 0.031 8.43 0.013 3.59
16 0.097 26.62 0.029 7.89 0.013 3.56
17 0.093 25.75 0.027 7.54 0.013 3.6
18 0.09 24.62 0.027 7.45 0.013 3.62
19 0.095 26.03 0.028 7.78 0.013 3.61
20 0.096 26.78 0.03 8.29 0.013 3.67
21 0.096 27.12 0.027 7.61 0.013 3.66
22 0.091 25.37 0.028 7.78 0.013 3.65
23 0.091 25.7 0.026 7.3 0.013 3.69

Average 0.094 0.027 0.013
Total 621.35 178.38 88.1
30-Day Rlng 0.095 0.027
365-Day Rlng 55697

4/22/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.82 0.028 7.82 0.013 3.65
1 0.094 25.78 0.026 7.03 0.013 3.63
2 0.091 25.81 0.031 8.67 0.013 3.71
3 0.094 26.58 0.028 7.93 0.013 3.71



4 0.096 26.48 0.028 7.75 0.013 3.6
5 0.095 26.22 0.027 7.54 0.013 3.59
6 0.092 26.77 0.028 8.02 0.013 3.81
7 0.085 25.25 0.025 7.32 0.013 3.88
8 0.091 26.73 0.028 8.17 0.013 3.84
9 0.09 26.24 0.023 6.89 0.013 3.81

10 0.088 25.2 0.026 7.54 0.013 3.74
11 0.09 25.92 0.027 7.78 0.013 3.79
12 0.092 26.67 0.025 7.3 0.013 3.79
13 0.092 26.82 0.029 8.55 0.013 3.77
14 0.09 26.58 0.027 7.99 0.013 3.8
15 0.096 28.1 0.024 7.01 0.013 3.81
16 0.086 24.67 0.027 7.75 0.013 3.7
17 0.09 25.77 0.025 7.22 0.013 3.72
18 0.09 25.42 0.027 7.71 0.013 3.74
19 0.094 26.27 0.03 8.44 0.013 3.69
20 0.092 25.86 0.027 7.41 0.013 3.74
21 0.09 25.72 0.025 7.06 0.013 3.76
22 0.092 25.82 0.027 7.47 0.013 3.74
23 0.088 24.55 0.027 7.58 0.014 3.79

Average 0.091 0.027 0.013
Total 626.05 183.95 89.8
30-Day Rlng 0.095 0.027
365-Day Rlng 55664

4/23/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 25.59 0.031 8.49 0.014 3.77
1 0.093 25.98 0.021 5.91 0.013 3.72
2 0.095 26.63 0.028 7.78 0.013 3.79
3 0.093 26.37 0.031 8.7 0.013 3.77
4 0.092 25.55 0.032 8.91 0.013 3.72
5 0.097 26.91 0.027 7.59 0.013 3.75
6 0.092 26.58 0.026 7.42 0.013 3.84
7 0.087 26.57 0.034 10.33 Cal Cal
8 0.091 26.33 0.026 7.6 0.013 3.84
9 0.091 25.65 0.025 6.94 0.013 3.78

10 0.093 25.42 0.03 8.2 0.014 3.72
11 0.095 26.38 0.027 7.52 0.013 3.75
12 0.094 26.02 0.031 8.7 0.013 3.73
13 0.095 25.78 0.023 6.16 0.014 3.67
14 0.097 26.43 0.03 8.18 0.014 3.69
15 0.097 26.89 0.025 6.97 0.013 3.68
16 0.096 26.03 0.027 7.45 0.013 3.66
17 0.093 26.12 0.028 7.74 0.013 3.73
18 0.094 26.21 0.028 7.93 0.013 3.74
19 0.092 25.34 0.025 6.72 0.013 3.69
20 0.096 26.7 0.029 8.18 0.014 3.78



21 0.093 26.4 0.028 7.9 0.013 3.78
22 0.096 26.99 0.031 8.81 0.013 3.72
23 0.091 25.37 0.023 6.29 0.013 3.72

Average 0.094 0.028 0.013
Total 628.24 186.42 86
30-Day Rlng 0.096 0.027
365-Day Rlng 55660

4/24/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.03 0.028 7.66 0.013 3.68
1 0.096 25.9 0.029 7.8 0.013 3.62
2 0.094 26.36 0.027 7.7 0.013 3.68
3 0.095 26.38 0.027 7.52 0.013 3.68
4 0.094 25.56 0.027 7.2 0.013 3.62
5 0.097 27.04 0.03 8.41 0.013 3.69
6 0.096 27.54 0.026 7.58 0.013 3.76
7 0.09 26.21 0.028 8.01 0.013 3.79
8 0.088 25.31 0.023 6.76 0.013 3.79
9 0.09 25.74 0.029 8.26 0.013 3.74

10 0.098 26.77 0.027 7.39 0.013 3.63
11 0.093 25.15 0.02 5.44 0.013 3.63
12 0.095 26.3 0.029 8.11 0.013 3.64
13 0.096 25.94 0.029 7.8 0.013 3.56
14 0.099 27.09 0.029 7.98 0.013 3.6
15 0.094 25.39 0.026 6.98 0.013 3.58
16 0.098 26.44 0.036 9.65 0.013 3.52
17 0.096 26.16 0.025 6.71 0.013 3.57
18 0.093 25.93 0.026 7.24 0.013 3.64
19 0.094 25.59 0.026 7.11 0.013 3.59
20 0.092 25.7 0.029 8.05 0.013 3.65
21 0.096 26.62 0.027 7.32 0.013 3.66
22 0.094 25.89 0.03 8.26 0.013 3.61
23 0.151 9.67 0.048 3.5 Inval Inval

Average 0.097 0.028 0.013
Total 610.71 178.44 83.9
30-Day Rlng 0.096 0.027
365-Day Rlng 55634

4/25/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down



8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 55441

4/26/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down



Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 55251

4/27/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 55052

4/28/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down



12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 54837

4/29/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 54634

4/30/2021



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 54436

5/1/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down



16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 54241

5/2/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 54043

5/3/2021
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down



3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.096 0.027
365-Day Rlng 53834
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